

 

NOTE: 
I. THE WASTEWATER SYSTEM OPERA TES TWO TREATMENT 

TRAINS IN PARALLEL. 

LIME SLURRY 
HYDRATED ORGANO SULFIDE 
LIME SILO PREP /STORAGE FEED SYSTEM 

TANKS 

r SODA ASH I 

EQUALIZATION 
TANK REACTION 

SIZE, 14' C' X 37'H TANK #IA/B 

40,300 GAL SIZE• 8' "i X 12'H 
3,760 GAL EACH 

THICKENER 
SIZE-14' ~ 40,300 GAL 

II\ 

FGD 
WASTEWATER 
INFLUENT 
103,000 GPO 

I 
FERRIC CHLORIDE I 

FEED SYSTEM 

REACTION TANK 
#2A/B 

SIZE• 5' ,., X 12'H 
1,469 GAL EACH 

. •. 

PUBLIC SERVICE COMPANY OF NEW HAMPSHIRE 

ATTACHMENT A 

RECIRCULATION LINE 

PH ADJUST 
POLYMER HYDROCHLORIC 

FEED SYSTEM ACID 
FEED SYSTEM 

ADJUST PH TO 7.0 SU 

r-----7 
i ' CONTINUOUS BACK\IASH 

SELECTIVE 
SOLIDS CONTACT LJ_ ADSORPTION LL CLARIFIERS ~~ GRAVITY FILTERS METALS 

SIZE, 14' C'.• X 24'H SIZE• 5' Q, X 16'-lO'H REMOVAL 
23,364 GAL EACH I 9 SQ. FT EACH SYSTEM 

'- SLUDGE HOLDING FILTER , 
TANKS i--- PRESSES i 

RESIDUAL SALT CAKE 

I PH ADJUST I MANAGED 
PH 7.0 SU OFF - SITE 

CAUSTIC FEED 

+ 
SYSTEM 

ADJUST PH TO 5.5 SU 

ANTI-SCALE I 
ANTI-FOAM 

I <l 

! r-1ANTI-FDAM 

s 

TREATED \IASTE\IATER TREATED \IASTE\IATER 
EFFLUENT HOLDING <100.000 GPD) EFFLUENT HOLDING BRINE ClS,400 WD) CRYSTALLIZER <<f,600 GPD> CRYSTALLIZER 

TANK " TANK '-- CONCENTRATOR 
" (1ST EFFECT> i--- (2ND EFFECT> 

SIZE• 14' cl X 16'-IO'H 
u 

SIZE• 14' z. X 16'-lO'H (1ST EFFECT) 

16,407 GAL. '" 
16,407 GAL. 

i ' I I i---- SAMPLE LOCATION 

DISTILLATE DISTILLATE DISTILLATE 

<84,600 GPD) (10,800 GPD) REUSE AS 

<STREAM A) REUSE AS ""' 
REUSE AS FGD MAKEUP 

DISCHARGE POINT IF FGD MAKEUP FGD MAKEUP 
BRINE CONC. IS NOT CODLING 
IN USE - SAMPLE LOCATION \/ATER 

BLO\I 

<STREAM 8) DO\IN 

DISCHARGE POINT IF 
CRYSTALLIZATION IS 
NOT IN USE 

3,000 GPD 

: SLUDGE DISPOSAL 

AR-1490
 




