
VENT LINE STATUS: BV-1 BV-2 BV-3 BV-4 BV-5 BV-6 BV-7 BV-8 BV-9 BV-10 BV-11 BV-12 BV-13 BV-14 BV-15 BV-16 BV-17 BV-18 BV-19 BV-20 BV-21 BV-22 BV-23 BV-24 BV-25 BV-26 BV-27 BV-28 BV-29 BV-30 BV-31 BV-32 BV-33 BV-34 BV-35 BV-36 BV-37 BV-38 SF-1 SF-2 SF-3 SF-4 SF-5 SF-6 SF-7 SF-8 SF-9 SF-10 SF-11 SF-12 SF-13 SF-14

Date 4/30/09 Line Pressure (in-H2O) 25 Line Pressure (in-H2O) 26.11 26.03 26.21 25.68 25.69 25.72 25.80 25.69 25.71 25.71 20.12 20.21 24.80 24.63 24.71 25.08 24.64 24.55 24.46 24.33 24.25 24.19 24.16 24.08 24.02 19.34 19.76 19.58 19.37 19.56 19.87 19.47 19.53 19.60 19.68 19.71 19.76 19.81 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 95 Air Temperature (deg-F) 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 95 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 16.83 Pitot Reading  (in-H2O) 0.10 0.22 0.02 0.54 0.49 0.45 0.45 0.45 0.50 0.48 0.47 0.46 0.39 0.48 0.49 0.11 0.46 0.47 0.43 0.48 0.50 0.49 0.48 0.52 0.47 0.44 0.42 0.44 0.47 0.45 0.15 0.46 0.49 0.51 0.46 0.51 0.51 0.49 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

Amps 28.7 Flow Rate (scfm) 1900 Flow Rate (scfm) 17.0 25.9 7.0 40.6 38.5 37.0 37.1 36.9 39.1 38.2 37.7 37.3 34.5 38.2 38.5 18.1 37.2 37.8 36.2 38.2 39.2 38.7 38.1 39.6 37.9 36.4 35.4 36.3 37.7 36.7 21.3 37.2 38.5 39.3 37.3 39.1 39.0 38.2 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1827.2

Gulf Park down @ 10:30 on 4-30-09 due to high water     Gulf Park on @ 12:30 on 7-7-09

Date 7/8/09 Line Pressure (in-H2O) 23 Line Pressure (in-H2O) 22.30 22.49 22.72 22.25 22.52 22.53 22.63 22.95 23.00 23.00 16.85 16.83 22.28 22.27 22.29 22.69 22.17 22.14 22.21 22.20 22.08 22.01 21.93 21.84 21.80 15.82 16.69 16.77 16.74 16.98 17.03 17.12 17.21 17.32 17.20 17.30 17.34 17.33 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 95 Air Temperature (deg-F) 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.06 Pitot Reading  (in-H2O) 0.36 0.28 0.02 0.49 0.46 0.47 0.47 0.47 0.45 0.45 0.46 0.45 0.46 0.46 0.45 0.15 0.45 0.47 0.47 0.44 0.48 0.45 0.48 0.49 0.45 0.47 0.47 0.48 0.48 0.46 0.39 0.45 0.45 0.45 0.47 0.47 0.46 0.46 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

Amps: 29.1 Flow Rate (scfm) 1900 Flow Rate (scfm) 33.1 29.1 8.0 38.7 37.1 37.7 37.8 37.8 37.0 36.8 36.9 36.7 37.3 37.3 36.8 21.4 36.9 37.9 37.7 36.7 37.9 36.9 37.9 38.3 37.0 37.2 37.3 37.7 37.7 37.2 34.3 36.8 36.7 36.8 37.5 37.3 36.9 37.3 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 1861.3

Date 7/16/09 Line Pressure (in-H2O) 22 Line Pressure (in-H2O) 22.15 22.18 22.45 22.01 22.04 22.02 22.11 22.06 22.05 22.02 15.25 15.27 21.34 21.32 21.32 21.63 21.19 21.15 21.04 20.91 20.83 20.63 20.58 20.52 20.38 14.29 14.66 14.43 14.20 14.21 14.44 13.95 13.99 14.02 13.88 13.87 13.77 13.74 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 110 Air Temperature (deg-F) 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 114 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 17.88 Pitot Reading  (in-H2O) 0.27 0.34 0.03 0.48 0.46 0.46 0.46 0.47 0.46 0.45 0.49 0.47 0.49 0.45 0.46 0.16 0.49 0.45 0.45 0.46 0.46 0.48 0.47 0.46 0.46 0.46 0.46 0.45 0.45 0.48 0.20 0.49 0.45 0.45 0.46 0.46 0.48 0.46 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 28.6 Flow Rate (scfm) 1900 Flow Rate (scfm) 28.3 31.5 8.6 37.4 36.7 36.6 36.6 37.1 36.6 36.3 37.4 36.8 37.9 36.4 36.7 21.3 37.7 36.4 36.3 36.5 36.7 37.5 36.9 36.4 36.7 36.3 36.4 36.0 36.0 37.0 24.1 37.4 36.0 36.0 36.5 36.2 37.0 36.2 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 1828.3

Date 7/22/09 Line Pressure (in-H2O) 21 Line Pressure (in-H2O) 20.75 21.00 21.33 20.92 20.94 20.96 21.03 21.07 21.10 21.07 13.06 13.02 20.74 20.72 20.75 21.01 20.68 20.72 20.70 20.60 20.60 20.48 20.43 20.41 20.34 13.07 13.81 13.90 13.80 14.11 14.15 14.24 14.30 14.45 14.52 14.58 14.66 14.77 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 96 Air Temperature (deg-F) 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 99 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S NM Pitot Reading  (in-H2O) 0.49 0.36 0.03 0.46 0.46 0.47 0.47 0.49 0.46 0.47 0.47 0.47 0.47 0.46 0.47 0.21 0.47 0.46 0.46 0.46 0.47 0.48 0.46 0.46 0.47 0.46 0.47 0.49 0.47 0.48 0.44 0.47 0.48 0.49 0.46 0.50 0.48 0.47 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.7 Flow Rate (scfm) 1900 Flow Rate (scfm) 38.3 32.6 9.3 37.3 37.2 37.4 37.5 38.3 37.2 37.5 37.4 37.2 37.5 37.1 37.6 25.0 37.7 37.0 36.9 37.1 37.4 38.0 37.3 37.1 37.5 36.9 37.4 37.9 37.1 37.7 36.0 37.1 37.5 37.9 36.9 38.2 37.5 37.3 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 1880.0

Date 7/30/09 Line Pressure (in-H2O) 22 Line Pressure (in-H2O) 20.92 21.12 21.46 21.02 21.07 21.08 21.16 21.18 21.25 21.26 14.75 14.78 20.68 20.59 20.63 20.92 20.56 20.49 20.36 20.26 20.29 20.18 20.14 20.03 19.98 13.80 14.35 14.28 14.16 14.32 14.39 14.25 14.38 14.49 14.46 14.53 14.60 14.68 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 105 Air Temperature (deg-F) 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 108 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.43 Pitot Reading  (in-H2O) 0.44 0.36 0.03 0.46 0.46 0.47 0.47 0.48 0.46 0.46 0.46 0.48 0.46 0.48 0.46 0.20 0.47 0.47 0.48 0.46 0.45 0.47 0.46 0.48 0.46 0.47 0.46 0.46 0.46 0.46 0.39 0.49 0.47 0.48 0.48 0.49 0.46 0.45 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

Amps 28.7 Flow Rate (scfm) 1900 Flow Rate (scfm) 35.8 32.5 9.1 36.9 36.9 37.1 37.1 37.6 36.9 37.0 36.4 37.4 36.6 37.4 37.0 24.1 37.3 37.2 37.5 36.7 36.4 37.3 36.7 37.7 36.6 37.0 36.6 36.7 36.6 36.6 33.7 37.7 37.0 37.2 37.2 37.8 36.7 36.3 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 1860.2

Date 8/7/09 Line Pressure (in-H2O) 23 Line Pressure (in-H2O) 23.68 23.68 23.81 23.36 23.40 23.36 23.44 23.38 23.46 23.48 17.06 17.04 22.48 22.30 22.39 22.86 22.33 22.28 22.21 22.14 22.05 22.06 21.99 21.98 21.91 16.32 16.75 16.33 16.16 16.18 16.45 16.08 16.23 16.40 16.46 16.61 16.74 16.72 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 100 Air Temperature (deg-F) 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 102 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 17.33 Pitot Reading  (in-H2O) 0.15 0.21 0.04 0.49 0.46 0.48 0.48 0.47 0.47 0.49 0.48 0.50 0.43 0.50 0.48 0.08 0.47 0.49 0.46 0.47 0.48 0.48 0.50 0.48 0.48 0.47 0.35 0.45 0.45 0.45 0.13 0.46 0.47 0.48 0.49 0.48 0.47 0.51 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29 Flow Rate (scfm) 1900 Flow Rate (scfm) 21.1 25.1 10.3 38.4 37.0 37.8 38.0 37.4 37.5 38.2 37.7 38.5 35.8 38.5 38.0 15.8 37.7 38.2 37.0 37.5 37.8 37.7 38.6 37.7 37.7 37.2 32.2 36.4 36.4 36.4 19.2 36.6 37.0 37.4 37.8 37.6 37.1 38.6 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1814.7

Date 8/14/09 Line Pressure (in-H2O) 22 Line Pressure (in-H2O) 20.30 20.54 20.79 20.38 20.39 20.43 20.48 20.65 20.63 20.61 13.69 13.71 20.13 20.13 20.03 20.42 20.02 19.99 19.94 19.76 19.76 19.58 19.47 19.39 19.26 12.53 13.37 13.73 13.60 13.93 14.02 13.98 14.00 14.00 13.95 13.93 13.85 18.88 -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 110 Air Temperature (deg-F) 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 112 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.4 Pitot Reading  (in-H2O) 0.46 0.32 0.03 0.47 0.49 0.45 0.47 0.48 0.47 0.45 0.45 0.45 0.48 0.46 0.48 0.16 0.47 0.45 0.50 0.49 0.46 0.48 0.49 0.48 0.46 0.46 0.48 0.48 0.47 0.47 0.39 0.46 0.46 0.49 0.47 0.48 0.49 0.61 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 28.8 Flow Rate (scfm) 1950 Flow Rate (scfm) 36.8 30.4 9.8 36.9 37.8 36.4 36.9 37.7 37.0 36.3 36.2 36.2 37.5 36.6 37.4 21.4 37.2 36.4 38.3 37.7 36.5 37.6 37.8 37.6 36.5 36.4 37.2 37.2 36.7 36.6 33.5 36.4 36.2 37.4 36.6 37.0 37.5 42.2 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1847.7

Date 8/20/09 Line Pressure (in-H2O) 21 Line Pressure (in-H2O) 19.75 20.05 20.31 19.89 19.94 19.96 20.05 20.02 20.06 20.00 13.47 13.51 19.49 19.44 19.42 19.84 19.36 19.30 19.23 19.07 19.03 18.95 18.88 18.86 18.74 12.53 13.05 12.97 12.81 12.91 12.96 12.92 12.91 13.13 13.01 13.14 13.20 13.23 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 111 Air Temperature (deg-F) 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 113 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S  18.7 Pitot Reading  (in-H2O) 0.52 0.32 0.04 0.48 0.48 0.47 0.47 0.48 0.47 0.48 0.48 0.47 0.47 0.47 0.47 0.14 0.47 0.47 0.48 0.49 0.48 0.47 0.48 0.47 0.49 0.48 0.48 0.46 0.47 0.48 0.44 0.47 0.48 0.47 0.50 0.47 0.47 0.47 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 28.8 Flow Rate (scfm) 1900 Flow Rate (scfm) 38.8 30.3 10.1 37.2 37.4 36.9 37.1 37.4 36.9 37.6 37.1 36.8 36.9 36.8 37.1 20.4 36.9 37.1 37.5 37.6 37.3 36.8 37.2 36.9 37.6 37.1 36.9 36.3 36.7 36.9 35.6 36.8 37.1 36.6 37.9 36.9 36.6 36.6 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1847.8

Date 8/28/09 Line Pressure (in-H2O) 21 Line Pressure (in-H2O) 19.71 20.10 20.40 19.98 20.02 20.02 20.11 20.15 20.19 20.19 13.37 13.38 19.50 19.48 19.54 19.78 19.42 19.38 19.28 19.25 19.22 19.14 19.10 19.09 18.97 12.41 12.93 12.87 12.72 12.86 12.87 12.93 13.05 13.18 13.22 13.30 13.36 13.41 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 96 Air Temperature (deg-F) 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.81 Pitot Reading  (in-H2O) 0.59 0.35 0.05 0.47 0.49 0.49 0.48 0.48 0.48 0.49 0.47 0.47 0.51 0.48 0.47 0.22 0.47 0.49 0.50 0.49 0.49 0.48 0.49 0.47 0.49 0.50 0.48 0.47 0.48 0.51 0.51 0.47 0.48 0.47 0.50 0.47 0.48 0.47 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.2 Flow Rate (scfm) 1950 Flow Rate (scfm) 42.0 32.2 12.5 37.6 38.3 38.2 37.7 37.9 37.7 38.4 37.2 37.1 39.2 37.7 37.3 25.5 37.5 38.2 38.7 38.2 38.1 37.8 38.0 37.5 38.1 38.2 37.4 37.3 37.5 38.5 38.5 37.1 37.4 37.0 38.3 37.1 37.4 37.3 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1887.6

Date 9/3/09 Line Pressure (in-H2O) 21 Line Pressure (in-H2O) 19.59 19.84 20.14 19.83 19.87 19.89 19.99 20.02 20.09 20.03 13.41 13.45 19.57 19.60 19.65 19.81 19.53 19.51 19.42 19.37 19.33 19.24 19.20 19.11 19.03 12.41 12.98 12.92 12.77 12.91 12.89 13.01 13.11 13.14 13.18 13.22 13.30 13.31 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 89 Air Temperature (deg-F) 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 94 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.86 Pitot Reading  (in-H2O) 0.53 0.43 0.16 0.48 0.48 0.49 0.49 0.49 0.48 0.49 0.48 0.47 0.52 0.51 0.49 0.28 0.50 0.49 0.52 0.48 0.48 0.48 0.49 0.49 0.50 0.50 0.50 0.48 0.49 0.51 0.53 0.49 0.49 0.51 0.48 0.49 0.48 0.48 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.8 Flow Rate (scfm) 1950 Flow Rate (scfm) 40.0 36.1 22.1 38.1 38.2 38.3 38.6 38.3 37.9 38.5 37.7 37.5 39.6 39.2 38.5 29.1 38.8 38.6 39.5 38.0 38.0 38.2 38.5 38.4 38.9 38.3 38.3 37.6 37.9 39.0 39.8 38.0 38.0 38.9 37.9 38.2 37.8 37.7 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1922.0

Date 9/10/09 Line Pressure (in-H2O) 21 Line Pressure (in-H2O) 19.47 19.63 19.87 19.61 19.65 19.68 19.79 19.75 19.78 19.80 13.47 13.48 19.50 19.44 19.45 19.72 19.38 19.39 19.33 19.22 19.18 19.11 19.05 19.00 18.93 12.52 13.04 12.91 12.77 12.94 13.09 12.96 13.06 13.14 13.22 13.27 13.28 13.31 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 95 Air Temperature (deg-F) 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 98 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.66 Pitot Reading  (in-H2O) 0.48 0.44 0.24 0.49 0.47 0.48 0.48 0.48 0.49 0.48 0.47 0.48 0.48 0.50 0.49 0.23 0.50 0.48 0.49 0.47 0.48 0.48 0.48 0.48 0.49 0.50 0.48 0.49 0.47 0.52 0.35 0.49 0.48 0.52 0.49 0.51 0.51 0.49 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.4 Flow Rate (scfm) 1950 Flow Rate (scfm) 37.8 36.3 26.5 38.5 37.6 37.8 37.9 38.1 38.2 37.9 37.4 37.5 37.7 38.7 38.4 26.3 38.5 37.8 38.3 37.5 38.0 37.9 38.1 37.9 38.4 38.3 37.4 37.8 37.3 39.0 32.0 38.1 37.5 39.2 38.1 38.6 38.6 37.9 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1904.6

Date 10/2/09 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 18.73 18.89 19.15 19.12 19.09 19.08 19.17 19.17 19.20 19.26 13.17 13.18 19.24 19.27 19.29 19.64 19.24 19.20 19.11 18.92 18.93 18.86 18.83 18.72 18.61 12.18 12.65 12.33 12.53 12.52 12.52 12.59 12.63 12.73 12.68 12.79 12.81 12.86 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 86 Air Temperature (deg-F) 86 86 86 86 86 86 86 86 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 19.03 Pitot Reading  (in-H2O) 0.50 0.55 0.36 0.47 0.47 0.47 0.47 0.47 0.47 0.47 0.46 0.47 0.55 0.48 0.49 0.19 0.46 0.47 0.48 0.49 0.47 0.47 0.47 0.47 0.47 0.46 0.47 0.47 0.48 0.49 0.48 0.47 0.46 0.51 0.50 0.49 0.50 0.48 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.5 Flow Rate (scfm) 1950 Flow Rate (scfm) 39.1 41.0 33.1 37.9 37.9 37.9 38.0 38.0 37.6 37.6 37.3 37.4 41.0 38.0 38.5 23.9 37.5 37.9 38.3 38.7 37.9 37.6 37.8 37.8 37.9 37.2 37.3 37.5 37.8 38.1 37.7 37.6 37.1 38.9 38.5 38.2 38.5 37.8 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1917.9

13:30

Approx.
Time 8:15AM

Approx.
Time 12:00

Approx.
Time

BLOWER STATUS

Approx.
Time 10:20AM

Approx.
Time 10:30

Approx.
Time 13:00

Approx.
Time 10:00AM

Approx.
Time 11:45

Approx.
Time 13:00

Approx.
Time 8:30AM

Approx.
Time 11:15AM

Approx.
Time 12:30PM



Date 10/9/09 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 19.07 19.11 19.39 19.39 19.34 19.33 19.44 19.38 19.39 19.41 13.83 13.84 19.50 19.55 19.57 19.88 19.50 19.45 19.27 19.16 19.11 19.08 19.03 18.98 18.61 12.18 12.65 12.56 12.33 12.53 12.52 12.59 12.63 12.73 12.68 12.79 12.81 12.86 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 92 Air Temperature (deg-F) 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.49 Pitot Reading  (in-H2O) 0.45 0.57 0.38 0.46 0.48 0.48 0.45 0.49 0.48 0.47 0.49 0.48 0.51 0.47 0.47 0.19 0.47 0.46 0.50 0.52 0.48 0.47 0.47 0.46 0.48 0.46 0.46 0.46 0.47 0.46 0.20 0.47 0.46 0.51 0.52 0.51 0.50 0.49 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 28.9 Flow Rate (scfm) 1950 Flow Rate (scfm) 36.7 41.5 33.7 37.2 37.8 38.0 36.9 38.2 37.8 37.7 38.0 37.5 39.1 37.7 37.6 23.7 37.5 37.1 38.8 39.5 38.0 37.6 37.6 37.2 38.0 36.9 36.9 36.7 37.1 37.0 24.4 37.3 36.9 38.9 39.0 38.8 38.5 37.9 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1896.5

Date 10/16/09 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 18.93 19.22 19.42 19.40 19.40 19.38 19.53 19.55 19.60 19.65 13.33 13.33 19.77 19.77 19.74 20.07 19.69 19.70 19.50 19.43 19.42 19.37 19.33 19.29 19.21 12.31 13.02 13.02 12.90 13.06 13.22 13.07 13.20 13.27 13.27 13.40 13.43 13.51 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 93 Air Temperature (deg-F) 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 96 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.56 Pitot Reading  (in-H2O) 0.56 0.54 0.39 0.47 0.50 0.52 0.48 0.52 0.49 0.49 0.47 0.47 0.48 0.49 0.50 0.20 0.50 0.48 0.57 0.54 0.53 0.49 0.49 0.47 0.50 0.46 0.50 0.51 0.50 0.52 0.34 0.50 0.48 0.52 0.52 0.49 0.50 0.50 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.9 Flow Rate (scfm) 1950 Flow Rate (scfm) 41.0 40.3 34.2 37.7 38.6 39.6 38.0 39.5 38.2 38.2 37.3 37.4 38.0 38.3 38.8 24.7 38.9 38.1 41.5 40.4 39.8 38.2 38.3 37.5 38.6 36.9 38.5 38.9 38.3 39.2 31.9 38.6 37.6 39.3 39.1 38.2 38.5 38.6 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1934.7

Date 10/23/09 Line Pressure (in-H2O) 19 Line Pressure (in-H2O) 18.23 18.52 18.74 18.61 18.64 18.61 18.68 18.74 18.76 18.73 12.88 12.98 19.02 18.88 18.87 19.21 18.84 18.65 18.57 18.51 18.52 18.40 18.28 18.23 18.15 11.99 12.48 12.38 12.26 12.50 12.75 12.65 12.80 12.87 12.87 12.95 12.98 13.01 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 88 Air Temperature (deg-F) 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 90 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.75 Pitot Reading  (in-H2O) 0.59 0.51 0.34 0.47 0.46 0.48 0.48 0.47 0.46 0.49 0.53 0.46 0.48 0.49 0.49 0.18 0.45 0.48 0.53 0.48 0.48 0.47 0.51 0.46 0.46 0.44 0.45 0.46 0.49 0.48 0.48 0.48 0.46 0.47 0.46 0.47 0.48 0.48 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 28.6 Flow Rate (scfm) 1950 Flow Rate (scfm) 42.4 39.1 32.0 37.8 37.5 38.0 38.1 37.7 37.2 38.4 39.7 36.9 38.0 38.6 38.4 23.4 37.1 38.3 40.2 38.2 38.0 37.6 39.1 37.3 37.4 36.3 36.7 37.2 38.1 37.7 37.9 38.0 36.9 37.3 37.1 37.6 37.7 37.9 1422.5

Date 10/30/09 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 20.85 20.79 20.87 20.75 20.69 20.68 20.75 20.63 20.57 20.57 15.60 15.51 20.33 20.24 20.21 20.68 20.20 20.09 19.97 19.83 19.81 19.69 19.56 19.64 19.56 15.10 15.58 15.23 14.79 15.07 15.22 14.91 14.93 14.96 15.01 15.13 15.18 15.26 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 95 Air Temperature (deg-F) 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 100 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 17.2 Pitot Reading  (in-H2O) 0.23 0.39 0.34 0.52 0.47 0.48 0.47 0.45 0.51 0.52 0.49 0.50 0.42 0.46 0.50 0.11 0.48 0.52 0.45 0.49 0.49 0.52 0.55 0.44 0.47 0.29 0.13 0.26 0.44 0.33 0.12 0.39 0.50 0.57 0.58 0.56 0.57 0.55 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 28.6 Flow Rate (scfm) 1900 Flow Rate (scfm) 26.0 34.3 32.0 39.3 37.5 37.7 37.6 36.7 38.9 39.5 38.2 38.3 35.3 36.9 38.7 17.9 38.0 39.4 36.8 38.3 38.2 39.2 40.7 36.4 37.4 29.2 19.9 27.7 36.2 31.4 18.8 34.1 38.3 41.0 41.4 40.6 41.0 40.2 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1838.9

Date 11/13/09 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 18.70 18.91 19.10 18.84 19.07 19.08 19.17 19.48 19.55 19.54 13.13 13.19 18.51 19.10 19.16 19.47 19.07 19.05 19.23 19.07 19.03 18.94 18.94 18.89 18.78 12.20 12.85 12.82 12.80 12.99 13.18 12.92 13.07 13.20 13.27 13.32 13.36 13.44 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 80 Air Temperature (deg-F) 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 82 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.15 Pitot Reading  (in-H2O) 0.44 0.39 0.18 0.50 0.49 0.51 0.50 0.52 0.49 0.52 0.50 0.46 0.48 0.50 0.49 0.21 0.51 0.48 0.48 0.53 0.51 0.51 0.51 0.47 0.48 0.49 0.50 0.51 0.50 0.47 0.25 0.48 0.47 0.49 0.48 0.50 0.50 0.49 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 30.1 Flow Rate (scfm) 1900 Flow Rate (scfm) 36.8 34.6 23.5 39.0 38.9 39.4 39.3 40.0 39.0 39.9 38.9 37.2 38.4 39.4 38.7 25.6 39.6 38.3 38.5 40.4 39.6 39.5 39.7 38.2 38.5 38.5 38.8 39.2 39.1 37.8 27.3 38.2 37.8 38.4 38.0 39.1 39.1 38.7 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1920.8

Date 11/20/09 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 19.88 20.07 20.34 20.04 20.09 20.12 20.20 20.23 20.30 20.27 14.03 14.06 20.05 20.05 20.11 20.40 19.98 20.02 19.97 19.85 19.79 19.72 19.68 19.63 19.52 13.08 13.66 13.58 13.44 13.64 13.86 13.58 13.72 13.80 13.82 13.95 13.96 14.05 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 72 Air Temperature (deg-F) 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 18.17 Pitot Reading  (in-H2O) 0.46 0.42 0.18 0.53 0.51 0.51 0.52 0.51 0.51 0.53 0.50 0.50 0.55 0.52 0.49 0.21 0.51 0.50 0.48 0.51 0.52 0.52 0.52 0.47 0.50 0.52 0.47 0.49 0.49 0.47 0.24 0.49 0.50 0.49 0.49 0.51 0.53 0.51 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 30.5 Flow Rate (scfm) 2000 Flow Rate (scfm) 38.2 36.2 23.5 40.6 39.9 40.1 40.3 40.1 39.9 40.7 39.4 39.2 41.4 40.5 39.1 25.7 40.1 39.7 38.7 40.1 40.6 40.4 40.5 38.4 39.6 39.9 38.1 38.8 39.0 38.0 27.2 39.0 39.2 39.0 39.1 39.6 40.4 39.8 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1950.0

Date 12/11/09 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 23.91 23.79 23.96 23.57 23.58 23.46 23.54 23.70 23.45 23.71 18.54 18.69 23.33 23.12 23.06 23.65 23.09 23.02 22.94 22.66 22.58 22.74 22.73 22.67 22.65 18.67 19.01 18.68 18.43 18.70 18.65 18.33 18.15 18.55 18.45 18.82 19.06 19.28 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 66 Air Temperature (deg-F) 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 16.83 Pitot Reading  (in-H2O) 0.12 0.28 0.12 0.56 0.44 0.53 0.52 0.30 0.59 0.49 0.50 0.51 0.30 0.46 0.55 0.03 0.48 0.52 0.39 0.57 0.57 0.48 0.54 0.52 0.50 0.20 0.09 0.21 0.32 0.17 0.07 0.34 0.53 0.53 0.51 0.60 0.58 0.56 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 28.5 Flow Rate (scfm) 1800 Flow Rate (scfm) 19.8 30.1 19.9 42.2 37.3 41.0 40.8 30.7 43.4 39.4 39.8 40.1 31.2 38.2 42.0 9.3 39.3 40.8 35.5 42.6 42.6 39.1 41.5 40.8 40.0 24.9 16.4 25.8 31.9 23.3 15.2 32.8 40.7 40.8 39.9 43.4 42.9 42.1 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1817.6

Date 12/23/09 Line Pressure (in-H2O) 22 Line Pressure (in-H2O) 21.36 21.38 21.53 21.04 21.51 21.53 21.60 21.75 21.77 21.75 16.13 16.12 20.89 20.81 20.87 21.29 20.75 20.75 20.61 20.55 20.49 20.41 20.40 20.32 20.32 15.34 15.97 15.76 15.55 15.64 15.94 15.53 15.57 15.72 15.70 15.77 15.84 15.88 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 70 Air Temperature (deg-F) 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 70 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 17.27 Pitot Reading  (in-H2O) 0.16 0.26 0.06 0.54 0.50 0.50 0.51 0.49 0.54 0.51 0.51 0.49 0.46 0.51 0.47 0.10 0.52 0.49 0.55 0.52 0.54 0.49 0.47 0.57 0.47 0.50 0.30 0.36 0.45 0.45 0.13 0.50 0.55 0.49 0.47 0.48 0.48 0.47 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.1 Flow Rate (scfm) 1900 Flow Rate (scfm) 22.5 28.4 13.3 41.2 39.8 39.6 40.4 39.6 41.3 40.3 40.0 39.2 38.2 40.1 38.7 18.1 40.4 39.4 41.7 40.5 41.2 39.4 38.7 42.4 38.4 39.4 30.5 33.4 37.7 37.5 20.5 39.5 41.3 39.1 38.3 38.7 38.7 38.3 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1885.7

Date 12/31/09 Line Pressure (in-H2O) 22 Line Pressure (in-H2O) 23.48 23.46 23.58 23.13 23.14 23.13 23.18 23.08 22.98 23.04 17.75 17.78 22.40 22.26 22.25 22.79 22.25 22.20 22.09 21.90 21.83 21.79 21.76 21.66 21.64 17.32 17.93 17.60 17.36 17.56 17.70 17.14 17.15 17.30 17.32 17.43 17.45 17.52 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 68 Air Temperature (deg-F) 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 16.51 Pitot Reading  (in-H2O) 0.10 0.19 0.06 0.54 0.46 0.48 0.50 0.45 0.57 0.53 0.55 0.53 0.38 0.49 0.49 0.03 0.46 0.50 0.46 0.54 0.57 0.52 0.51 0.56 0.49 0.37 0.13 0.27 0.37 0.29 0.08 0.46 0.56 0.56 0.52 0.55 0.52 0.51 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 28.7 Flow Rate (scfm) 1850 Flow Rate (scfm) 18.1 24.3 13.7 41.4 38.3 39.3 40.0 37.9 42.7 41.0 41.6 40.9 34.8 39.5 39.6 9.9 38.4 39.8 38.3 41.5 42.6 40.8 40.2 42.3 39.3 34.0 20.5 28.9 34.2 30.2 15.5 37.8 42.0 41.9 40.5 41.5 40.6 40.2 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1844.0

Date 1/15/10 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 18.83 18.92 19.09 18.68 19.00 19.02 19.12 19.76 19.83 19.88 13.52 13.45 18.91 18.98 19.03 19.30 18.90 18.87 18.91 18.91 18.83 18.75 18.65 18.57 18.42 12.52 13.18 13.17 13.03 13.23 13.54 13.38 13.51 13.52 13.48 13.50 13.47 13.36 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 73 Air Temperature (deg-F) 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 75 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 17.86 Pitot Reading  (in-H2O) 0.22 0.28 0.06 0.49 0.48 0.47 0.48 0.53 0.50 0.48 0.50 0.51 0.57 0.48 0.47 0.19 0.51 0.47 0.55 0.47 0.49 0.48 0.48 0.51 0.50 0.51 0.50 0.50 0.50 0.49 0.18 0.52 0.51 0.50 0.49 0.48 0.49 0.51 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.2 Flow Rate (scfm) 1900 Flow Rate (scfm) 26.2 29.5 13.5 39.2 38.7 38.5 38.8 40.5 39.5 38.5 39.0 39.4 42.1 38.5 38.3 24.1 39.8 38.5 41.4 38.3 39.1 38.7 38.5 39.7 39.4 39.4 39.0 39.2 39.0 38.8 23.6 39.8 39.4 39.3 38.8 38.3 38.6 39.6 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1900.8

Date 1/22/10 Line Pressure (in-H2O) 22 Line Pressure (in-H2O) 23.00 22.90 23.05 22.64 22.68 22.60 22.62 22.53 22.42 22.49 16.87 17.07 21.65 21.50 21.48 21.94 21.40 21.44 21.32 21.15 21.10 21.00 20.96 20.95 20.83 16.79 17.16 16.86 16.40 16.60 16.84 16.35 16.35 16.35 16.52 16.66 16.86 17.04 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 72 Air Temperature (deg-F) 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 72 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 17.03 Pitot Reading  (in-H2O) 0.08 0.19 0.05 0.54 0.46 0.47 0.52 0.46 0.56 0.52 0.48 0.47 0.36 0.49 0.52 0.13 0.54 0.50 0.46 0.52 0.54 0.53 0.52 0.47 0.54 0.21 0.11 0.23 0.46 0.42 0.11 0.43 0.52 0.51 0.58 0.59 0.52 0.51 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 28.9 Flow Rate (scfm) 1900 Flow Rate (scfm) 15.4 24.6 12.1 41.2 38.3 38.4 40.5 37.9 41.9 40.4 38.5 38.3 33.6 39.4 40.3 20.5 41.3 39.7 37.9 40.3 41.4 41.0 40.4 38.4 41.1 25.3 18.6 26.7 37.9 36.0 18.5 36.6 40.4 39.7 42.6 43.1 40.1 40.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 35.0 1838.2

Date 1/29/10 Line Pressure (in-H2O) 32 Line Pressure (in-H2O) 37.51 37.47 37.42 37.32 37.36 36.62 36.67 37.52 36.69 36.75 32.33 32.21 36.36 36.56 36.24 36.53 36.59 36.34 36.53 35.53 35.37 35.38 35.36 35.72 35.19 33.49 33.53 33.21 32.98 32.86 32.64 32.35 32.36 31.64 32.59 33.24 32.94 33.14 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 55 Air Temperature (deg-F) 38 38 38 52 52 54 52 38 54 54 54 54 54 38 52 38 38 54 50 54 54 54 54 54 54 38 38 38 38 38 38 54 54 54 54 54 54 54 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 13.35 Pitot Reading  (in-H2O) 0.00 0.00 0.00 0.08 0.00 0.67 0.73 0.00 0.87 0.80 0.72 0.86 0.18 0.00 0.30 0.00 0.00 0.20 0.02 0.82 0.94 0.90 0.85 0.47 0.81 0.00 0.00 0.00 0.00 0.00 0.00 0.05 0.10 0.84 0.57 0.61 0.96 0.85 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 27.8 Flow Rate (scfm) 1600 Flow Rate (scfm) 0.0 0.0 0.0 16.6 3.7 47.7 49.8 0.0 54.3 52.0 49.1 53.6 24.3 0.0 32.0 0.0 0.0 26.2 7.8 52.7 56.4 55.0 53.6 39.7 52.1 0.0 0.0 0.0 0.0 0.0 0.0 13.3 18.3 53.0 43.6 45.3 56.7 53.5 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 40.0 1570.4

Approx.
Time 11:55

Approx.
Time 11:20

Approx.
Time 9:45

Approx.
Time 12:00

Approx.
Time 10:30

11:00AM

Approx.
Time 13:35

Approx.
Time 12:20

Approx.
Time 10:00

Approx.
Time 10:30

Approx.
Time 2:00PM

Approx.
Time 12:20PM

Approx.
Time



Date 2/5/10 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 22.35 22.40 22.43 21.78 21.98 22.06 22.14 22.17 22.20 22.25 16.70 16.63 21.46 21.19 21.22 21.77 21.19 21.13 20.97 20.95 20.88 20.82 20.79 20.89 20.74 15.88 16.71 16.44 16.17 16.42 16.69 16.18 16.33 16.54 16.38 16.23 16.27 16.33 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 65 Air Temperature (deg-F) 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 68 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 16.51 Pitot Reading  (in-H2O) 0.10 0.09 0.01 0.68 0.58 0.51 0.50 0.55 0.55 0.52 0.47 0.50 0.29 0.52 0.51 0.05 0.50 0.50 0.58 0.52 0.55 0.53 0.51 0.53 0.56 0.57 0.19 0.33 0.49 0.39 0.09 0.58 0.54 0.49 0.48 0.49 0.50 0.48 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.3 Flow Rate (scfm) 1800 Flow Rate (scfm) 17.7 16.9 6.4 46.4 42.9 40.1 39.9 41.9 41.7 40.6 38.6 39.7 30.2 40.5 40.3 12.1 39.9 39.9 42.7 40.4 41.8 41.0 40.4 40.8 42.1 42.2 24.4 32.0 39.2 35.2 16.6 42.5 41.2 39.2 38.8 39.1 39.5 38.8 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 1877.8

Date 2/12/10 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 21.76 21.83 21.88 20.87 21.45 21.68 21.73 21.99 22.05 22.07 15.71 15.79 21.26 21.07 21.12 21.52 21.01 21.01 21.02 20.93 20.87 20.78 20.75 20.70 20.57 14.82 15.66 15.44 15.14 15.35 15.69 15.33 15.48 15.69 15.59 15.73 15.76 15.76 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 42 Air Temperature (deg-F) 42 42 42 42 42 42 42 42 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 44 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S NM Pitot Reading  (in-H2O) 0.14 0.15 0.02 0.56 0.66 0.50 0.52 0.57 0.53 0.52 0.47 0.48 0.38 0.53 0.51 0.12 0.54 0.51 0.54 0.53 0.55 0.53 0.52 0.53 0.54 0.60 0.30 0.39 0.52 0.49 0.11 0.54 0.55 0.48 0.52 0.47 0.48 0.49 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.8 Flow Rate (scfm) 1900 Flow Rate (scfm) 22.0 22.6 8.2 43.3 47.0 40.9 41.7 43.8 42.2 41.5 39.2 39.8 35.7 41.8 41.1 19.7 42.3 41.0 42.6 42.0 42.6 42.1 41.4 41.8 42.4 44.4 31.2 35.7 41.2 40.1 18.9 42.2 42.5 39.9 41.3 39.5 39.8 40.1 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 1949.5

Date 2/19/10 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 20.41 20.47 20.61 20.23 20.30 20.37 20.45 20.52 20.61 20.64 14.27 14.24 19.78 19.69 19.74 20.08 19.62 19.63 19.46 19.43 19.37 19.30 19.26 19.20 19.12 13.27 13.86 13.76 13.65 13.82 14.17 13.70 13.88 13.95 13.96 13.99 14.00 13.95 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 60 Air Temperature (deg-F) 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S NM Pitot Reading  (in-H2O) 0.19 0.19 0.02 0.48 0.58 0.50 0.50 0.56 0.51 0.50 0.49 0.48 0.43 0.50 0.48 0.15 0.51 0.49 0.55 0.50 0.52 0.49 0.48 0.49 0.48 0.56 0.45 0.50 0.51 0.51 0.14 0.55 0.50 0.50 0.48 0.47 0.48 0.50 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.1 Flow Rate (scfm) 1900 Flow Rate (scfm) 24.8 24.7 8.6 39.2 43.1 40.1 40.1 42.4 40.5 39.9 39.4 38.8 37.1 39.9 39.0 22.0 40.4 39.4 42.0 39.9 40.7 39.8 39.2 39.4 39.1 42.0 37.7 39.7 39.9 40.0 20.7 41.6 39.7 39.6 38.7 38.5 38.7 39.8 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 1920.2

Date 2/26/10 Line Pressure (in-H2O) 20 Line Pressure (in-H2O) 24.33 24.36 24.43 23.93 23.90 23.84 23.91 24.01 23.88 23.85 18.02 18.00 23.18 22.87 22.81 23.29 22.76 22.69 22.66 22.57 22.58 22.52 22.44 22.39 22.46 17.92 18.27 17.94 17.59 17.90 18.03 17.61 17.47 17.72 17.74 18.06 18.13 18.01 -- -- -- -- -- -- -- -- -- -- -- -- -- --

Air Temperature (deg-F) 60 Air Temperature (deg-F) 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 62 -- -- -- -- -- -- -- -- -- -- -- -- -- -- TOTAL

GPW-5S 16.46 Pitot Reading  (in-H2O) 0.08 0.12 0.02 0.50 0.47 0.54 0.51 0.37 0.53 0.54 0.48 0.50 0.22 0.48 0.53 0.06 0.52 0.51 0.45 0.49 0.49 0.51 0.55 0.55 0.49 0.27 0.13 0.29 0.43 0.26 0.07 0.39 0.55 0.55 0.55 0.53 0.51 0.55 -- -- -- -- -- -- -- -- -- -- -- -- -- -- SCFM

AMPS 29.6 Flow Rate (scfm) 1850 Flow Rate (scfm) 15.6 19.6 7.4 40.3 38.9 41.9 40.6 34.6 41.6 41.7 39.2 39.9 26.4 39.4 41.5 13.5 40.8 40.4 38.2 39.8 39.8 40.4 42.2 42.0 39.7 29.1 20.1 30.2 37.0 28.8 15.2 35.3 41.9 41.9 41.8 41.0 40.2 41.9 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 36.0 1833.3

Biovent system down at 7:30am on 3/2/10 due to high water.

Approx.
Time 11:00AM

Approx.
Time 10:15AM

Approx.
Time 12:10PM

Approx.
Time 9:30AM


