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1 .O PROGRAM SUMMARY 

1.1 Summary of Test Results 

Under sponsorship of the State of Vermont, Air Pollution Control Division, ENSR conducted 
testing of an oil-fired boiler to determine emission levels of polychlorinated dibenzo-p-dioxins and 
polychlorinated dibenzo furans (PCDDs/PCDFs) during normal plant operations. The facility 
selected for the test program was CPM, Inc. in East Ryegate, Vermont. The boiler tested was 
a 45 million Btu/hr unit used to generate steam for onsite paper production activities. The boiler 
burned No. 6 fuel oil as a source of energy during the entire test period. ENSR also conducted 
emission measurements for particulate matter under a separate arrangement with the facility; 
these data are being reported under separate cover. 

Test runs for PCDDs/PCDFs were 4 hours in duration and followed procedures outlined in 40 
CFR 60, Appendix A, Method 23 as amended by proposed rule on May 31, 1995. Three (3) test 
runs were completed on July 18-19, 1996. Results are reported on both a 2,3,7,8-TCDD toxic 
equivalency (TEQ) basis and congener class totals basis. Emissions averaged 0.0014 ng/m3 
corrected to 7 % O2 (on a TEQ basis) and 0.097 ng/m3 corrected to 7 % 0, (on a congener 
class total basis). Analysis of the fuel burned during the test program showed that the No. 6 fuel 
oil was a typical material containing approximately 1.6 % (weight basis) sulfur and having a heat 
content of about 18,400 Btu/lb. 

1.2 Discussion of Results 

.PCDD/PCDF emission levels observed at this facility are quite low, especially as compared to 
standards currently in place for other types of combustion facilities. For example, municipal solid 
waste (MSW) combustion facilities are required to meet a standard of 30 ng/m3 @ 7 % 0, on 
a congener class total basis. The emission level observed at CPM is approximately 300 times 
less than the MSW standard. For hazardous waste combustion facilities, EPA has recently 
proposed rules based on maximum achievable control technology (MACT) that provide limits for 
PCDDs/PCDFs from both new and existing facilities. The proposed MACT standard for both 
new and existind hazardous waste incinerators is 0.20 ng/m3 @ 7 % 0, on a TEQ basis. The 
emission level observed at CPM is approximately 143 times lower than the proposed MACT 
standard. It is also noted that no 2,3,7,8-TCDD was detected in any of the samples collected 
at the facility, but for the purposes of determining TEQ emissions, half the detection limit was 
used for any congeners that were not detected in the samples. 
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Although the No. 6 fuel oil does contain trace levels of chlorine (-600 ppm w/w), a prerequisite 
for dioxin formation, it is likely that the high temperatures maintained throughout the boiler with 
no opportunity for quenching or cooling of the gas stream is responsible for minimizing the 
potential for generation of byproduct dioxin/furan formation. 
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2.1 Program Scope 

ENSR was retained by the Stz 

2.0 INTRODUCTION 

of Vermont, Department of Envii nm ntal Conservation, Air 
Pollution Control Division (VT APCD) to quantify dioxin emissions from a fossil fuel-fired boiler. 
CPM, Inc., a paper mill in central Vermont, was selected on the basis of a series of site visits, 
followed by a formal site selection process. The test program was conducted on July 18 and 
19, 1996. 

The program consisted of testing the boiler, which operates solely on No. 6 fuel oil, for 
polychlorinated dibenzo-p-dioxins (PCDDs) and polychlorinated dibenzofurans (PCDFs). 
Emissions were then calculated on a 2,3,7,8-TCDD toxic equivalent basis in accordance with VT 
APCD criteria. The toxic equivalency factors (TEFs) used are identical to those used by EPA. 

2.2 Site Evaluation 

Site evaluations were conducted prior to the test program based on the following key criteria/ 
boiler size, operational feasibility, sampling access (platforms/ports), availability of prior test data, 
and willingness of facility cooperation. 

CPM, Inc., the eventual choice for the emissions testing program, was selected following its 
evaluation against the above criteria. The five candidates for the program were, Norwich 
University (Northfield, Vr), International Cheese Co. (Hinesburg, Vr), Cabot/Agrimark Co. 
(Middlebury, Vr), CPM, Inc. (East Ryegate, Vr), and Rock-Tenn Co. (Sheldon Springs, Vr). Of 
the five candidate facilities, only Norwich and CPM responded to the VT APCD’s request for 
information in a timely manner. CPM offered the following advantages over Norwich: 

0 

0 

0 

0 

CPM’s 45.0 x IO6 Btu/hr fossil fuel-fired boiler operates on No. 6 fuel only. 
CPM’s boiler is used to meet both process and heating needs. This enables the boiler 
to be operated at more consistent and higher loads during warm weather. 
CPM’s boiler, which has never been tested for emissions, was easily modified to meet 
program testing requirements. 
ENSR conducted simultaneous particulate emission testing at CPM’s request. This 
gave CPM a vested interest in seeing the program run smoothly, as delays would 
impact them as well as VT APCD. 
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2.3 Report Organization 

This report is comprised of five sections and three appendices. Section 1 presents an overview 
and discussion of program results. Section 2 outlines the program scope and site selection 
process. Section 3 provides a description of the sampling and analytical procedures followed 
throughout the course of the program. Section 4 covers the test results in greater detail, and 
Section 5 covers the QA/QC procedures adhered to throughout the program and presents a 
summary of QA data as compared to program objectives. Field data sheets, calibration records, 
laboratory analysis reports, and facility process data are contained in Appendices A through C. 

1 
1 
I 
1 

I 
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3.1 

3.0 SAMPLING AND ANALYTICAL PROGRAM OVERVIEW 

Boiler Operating Conditions 

Durin- the emission test program the boiler was operated under normal operating 0 ditions at 
its maximum attainable load. During the test days, it was unseasonably warm, resulting in 
reduced energy demand by the plant which did not allow the facility to operate at 80% of 
maximum capacity, as planned. (The average boiler load for the test was approximately 73%.) 

' However, the onsite observer from the VT APCD deemed the operations to be sufficiently 
representative to allow testing to proceed. Facility operating data are presented in Table 3-1. 

3.2 Sampling and Analytical Methods 

Sampling of the boiler effluent gas stream was conducted approximately 2 feet above roof level 
in a vertical portion of the stack. A schematic diagram depicting the sampling locations is shown 
in Figure 3-1. Testing was conducted using two test ports positioned 90" from each other. The 
selected ports did not meet the ideal requirement of being 8 duct diameters downstream and 
2 duct diameters upstream from the closest disturbances. Thus, the maximum number of points 
(24, 12 per diameter) were used during sampling. Specific methods used are noted below. 

3.2.1 PCDDsIPCDFs in Stack Gas 

Sampling for polychlorinated dibenzo-p-dioxins and polychlorinated dibenzo furans 
(PCDDs/PCDFs) was conducted in accordance with EPA Reference Method 23 as amended by 
proposed rule on May 31, 1995 (40 CFR Part 60, Appendix A). The amendment to Method 23 
provides for,technical corrections to the method, improved analytical QA/QC, and elimination 
of the methylene chloride front half rinse. The front half rinse of the sampling train consists of 
acetone followed by toluene (combined). Method 23 includes analysis by EPA Method 8290 
(high resolution GC/MS). Each of the three dioxin test runs were 4 hours in duration (10 
minutes/point). The train fractions recovered for analysis include the front half rinse, the 
particulate filter and the XAD resin trap. PCDD/PCDF analyses were conducted by Aka 
Analytical Laboratories in El Dorado Hills, CA. 
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3.2.2 No. 6 Fuel Oil 

, During the dioxin emissions test program one composite fuel sample was taken during each 4- 
hour test run. The composite samples were then delivered to Industrial Testing Laboratories in 
St. Louis, MO for analysis. The samples were subsequently analyzed for the determination of 
total chloride, ash, heat content, sulfur, density and percent carbon, hydrogen, nitrogen and 
oxygen in accordance with applicable ASTM test methods. 

1 
I 

I 
I 

1 
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Run 1 
07/18/96 

Process Parameter Units 1558-20:26 

Run 2 Run 3 
07/18/96 0711 9196 
21:30-01:30 12132-1 6136 

Stack Temperature "F 599 595 587 
% 2.9 3.0 2.8 I 

8357660 3-3 December. 1996 

Fuel Oil Burned gaUhr 238.222 2 3 5.2 5 0 219.250 

Steam Produced lblhr 

Steam Pressure 1 Psi 

22,156 21,950 21,025 

225 225 224 

Oil Temp. at Tanks "F I 137 

Oil TemD. at Burners "F 1 210 

140 143 

210 207 

FeedWaterTemperature 1 "F 1 210 I 227 226 il Oil PumD Pressure psi 91 92 86 I 
Fuel Oil Heat Content Btullb 18,398 18,497 18,346 
Heat Input Btulhr 34,098,281 33,810,528 31,253,741 



I I 
I 
1 
1 I 

46" 

I 

1 2 3 4  

Di$ nce Actual Distance 
Point % of Diameter (inches) 

1 2.1 .97 

3 11.8 5.43 
2 6.7 3.08 

4 17.7 8.14 
5 25.0 11.50 
6 35.6 16.38 
7 64.4 29.62 
8 75.0 34.50 
9 82.3 37.86 
10 88.2 40.57 
11 93.3 42.92 
12 97.9 45.03 

7 

/ 
Roofline 

8 10 11 

(Not to scale) 

12 

FIGURE 3-1 

Sack Sampling Location for CPM, Inc. 
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4.0 TEST RESULTS 

This section presents all sampling and analytical results for the test program. All data presented 
are judged to be completely acceptable based on data review and documented QA protocols. 
All pertinent QA/QC data and related discussions are presented in Section 5.0. 

4.1 PCDDsIPCDFs 

Three runs were completed (as per amended Method 23) to determine emission levels of 
PCDDs/PCDFs. Data are presented on the basis of 2,3,7,8-TCDD toxic equivalents (TEQs) using 
the 1989 US EPA/lnternational toxic equivalency factors (TEFs). These TEFs are identical to 
those currently used by the VT APCD. Emission data on a TEQ basis are provided in Table 4-1, 
while data on the basis of congener class totals are given in Table 4-2. Emission levels averaged 
0.0014 ng/m3 @ 7% 0, (TEQ basis) and 0.097 ng/m3 @ 7% 0, (congener class totals basis). 
It should be noted that in the computation of emission data on a TEQ basis, one-half the 
detection limit was used for any congeners not detected in the sample. 

A complete summary of sampling-related parameters as well as all relevant field data sheets and 
supporting documentation are provided in Appendix A. Laboratory analysis reports are provided 
in Appendix B. 

4.2 No. 6 Fuel Oil 

During each of the three 4-hour test runs one composite fuel sample was taken. Upon 
completion of the field program the three composite fuel samples were delivered under chain of 
custody seal to Industrial Testing Laboratories for analysis of physical parameters. A summary 
of the test results is presented in Table 4-3. 
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. Date I I 18Jul-96 1 I 18-Jul-96 1 I 19-Jul-96 
Start Time I I 1558 I I 21:30 I I 12:32 
Stop Time I I 20:26 1 I 01:30 I I 16:36 

0.0014 
0.0013 

- TOTAL TEQs (np/m’) - 
TOTAL TEQs (ndm’ @ 1 YO 0 2 )  
TOTAL TEQs (gh) - 5.3E-12 7.2E-12 5.1 E-12 

- - 
- 

TOTAL TEQs (IblMMBtu) - I 1.2E-12 1 1 1.7E-12 I i 1.3E-12 jl - 

(a) USEPA (1989) Toxic Equivalency Factor 
Value represents one-half the detection limit for a nondetected parameter 
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Table 4-2 
PCDD I PCDF Emission Results - Conaener Class Totals 

PCDD I PCDF . 
0.084 
0.076 

- TOTAL tetra-octa (ag/m') - - - TOTAL tetra-octa (odm'@ 7 % 0 2 )  

TOTAL tetra-acta (ds) = 3.1E-10 5.OE-10 3.9E-10 
TOTAL tetra-octa (IbMMBtu) = 7.2E-11 1.2E-10 1.OE-10 

IN I 

A\FIELDWQRIQ wK4 
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Test I Run 1 Run 
Parameter #I #2 

I 

Table 4-3 
Analytical Data For No. 6 Fuel Oil 

Run I Test 
#3 Method 

I 

Specific Gravity @60"F 1 0.988 

Specific Gravity @ZIO"F 0.933 

Moisture, % by wt. 0.39 

Ultimate Analysis 

0.987 0.987 ASTMD-287 1 
0.932 0.932 ASTM D-287 

0.37 0.35 ASTM D-95 

Sulfur, % by wt 

Nitrogen, % by wt 

Hydrogen, % by wt 

Carbon, % by wt. 

Oxygen, % by wt 

Chlorine, % by wt. 

Ash, % by wt. 

Proximate Analysis 

Heat of Combustion, Btullb 

Density @60'F. lblgal 

Density @ZIO"F. lblgal 

18,398 I 18,497 I 18,346 I ASTM D-240 11 
8.24 I 8.23 1 8.23 I ASTM D-287 /I 
7.78 I 7.77 I 7.77 1 ASTM D-287 / /  

I 
1 
I 
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5.0 QUALITY ASSURANCE/QUALITY CONTROL (QAlQC) 

This test program incorporated routine QA/QC measures to ensure the validity of the final 
results. These measures were based upon routine field and laboratory practices as well as 
specific requirements delineated in the applicable sampling and analytical protocols. Specific 
measures were outlined in the Workplan for Implementation of a Source Assessment 
Program for Quantification of PCDD/PCDF Emissionsfrom a Fossil-Fuel-Fired Boiler, dated 
April 1996 (ENSR Document No. 6354-001-100). 

This section presents the results of all QA/QC measures implemented during the field sampling 
program and during all phases of sample analysis. Data generated for the program are judged 
to be valid as overall accuracy and precision goals consistent with general program objectives 
were achieved. Analytical QA/QC data are presented to support all sample results used for 
determining dioxin emissions. 

5.1 Stack Sampling QA/QC 

The sampling'program incorporated a variety of measures to ensure that sound data would be 
obtained. All samples were collected in accordance with EPA Method 23, 40 CFR 60, Appendix 
A. One field blank of the sampling train was also submitted for analysis. 

Sampling QA/QC measures for this program included the calibration of all applicable manual 
sampling equipment used as described below. Field equipment was calibrated according to EPA 
procedures specified in EPA-600/4-77-027b (Aug. 1977) and 40 CFR 60, Methods 1-6, as well 
as manufacturers' specifications. 

1) Drv Gas Meters and Orifice Meters/EPA Method 5. The dry gas meters for all sampling 
trains are calibrated against a wet test meter which has been calibrated against a spirometer. 
The orifice meters are calibrated against the wet test meter and checked against the dry gas 
meter to which it is attached. Meter boxes are calibrated annually. All annual calibration sheets 
are provided in Appendix A. 

la) During each field program ENSR conducts onsite meterbox calibration checks. These 
verification calculations are done in accordance with the Alternative Method 5 Post-Test 
Calibration Procedure as outlined by EPA's Emission Measurement Technical Information 
Center. The use of this procedure eliminates the need to conduct full wet meter post test 
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calibrations of the meter boxes. The document describing the procedure is presented in 
Appendix A. 

2) SamDlina Nozzles. Each nozzle was measured with a miFrometer onsite prior to testing. 
The internal diameter of each nozzle is measured to 0.001 inches along three points of the 
circumference with a dial vernier caliper, and the three measurements are then averaged. The 
calibration forms are provided in Appendix A. , 

3) Balance. The analytical balance used in the field to determine initial and final silica gel 
weights is calibrated against Class M weights provided by the Mettler Corporation. 

4) ThermocouDles. The Type K thermocouples in each meter control box, heated sample box, 
impinger umbilical connector and sample probe are calibrated against ASTM mercury in glass 
thermometers at three points: an ice bath, ambient temperature ,and a boiling water bath. 
Calibration data are provided in Appendix A. 

5) 
configurations as defined in EPA Method 2. Data sheets are provided in Appendix A. 

Pitot Tube. Each "s" type stainless steel pitot tube used is designed to meet geometric 

Chain of custody for all stack gas samples was initiated and maintained as follows: 

0 Samples were collected, sealed and labeled with preprinted sample labels. Each 
isokinetic train was recovered in a separate area located near the base of the stack. 

0 Preprinted sample lists were used to check that all samples were collected and 
each container was checked upon completion of recovery and labeling. 

0 All samples were packed in bubble wrap and placed in either coolers or appropriate 
DOT shipping boxes ("Dangerous Goods" items): All samples were subsequently 
shipped via Priority Overnight Federal Express service to the designated laboratory. 

Copies of all associated chain of custody forms are provided in Appendix B along with the 
analytical data sheets. 
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5.2 Analytical QA/QC 

Data quality indicators (DQls) were used throughout the program to assess the validity of the 
analytical data. This section provides a review of these indicators and the subsequent impact 
on the analytical data. 

5.2.1 Analysis for PCDDs/PCDFs (M23 Train) 

Evaluation of the validity of the PCDD/PCDF data resultant from the analysis of the Method 23 
sampling train samples was based on three sets of DQls. These were: 

0 Recoveries of internal and pre-spike recovery standards (see Table 5-1 for list) added 
to the samples prior to sampling. Recoveries of these standards are listed in Table 5-1 
for all Method 23 samples. 

0 Results of analysis of Laboratory Control Samples (LCS) for the 17 PCDD/PCDF 
isomers listed in EPA Method 23. Results of these LCS sample analyses are provided 
in Table 5-2. 

0 Results of analyses of field and method blank samples for PCDD/PCDFs. These results 
are provided in Table 5-3. 

Accuracy goals for PCDD/PCDF stack sample analyses conducted for this type of program vary 
for pre-spike recovery surrogates and level of chlorination, as shown in Table 5-1. All pre-spike 
recovery standards and internal standard recoveries for program and blank samples met these 
criteria, as shown in Table 5-1. Two of the internal standard recoveries for laboratory control 
samples were slightly above the upper acceptance limit, but this has no impact on program 
results since recoveries of related spiked target analytes in the LCS samples were within 
designated acceptance limits (see Table 5-2). All recovery values for 2,3,7,8-substituted dioxins 
and furans in the two laboratory control samples fell within the f 50% acceptance range, as 
shown in Table 5-2. 

As can be seen from the referenced tables, all but two internal standards, all recovery standards 
and all LCS recoveries'were within defined limits. Also, as shown in Table 5-3, only small 
quantities of octa isomers were detected in the field blanks. (Results were not blank-corrected 
for these isomers, however.) On the basis of these data, no sample analyses were rejected, and 
all results were,determined to be valid. Completeness was therefore determined to be 100% for 
all PCDD/PCDF results from the Method 23 train samples. 
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5.2.2 Analysis of Fuel Oil 

QA/QC measures implemented to assess accuracy of fuel oil analyses consisted of duplicate 
analysis of the samples from Run 1. Results are presented in Table 5-4; all analyses were within 
the acceptance criteria of < 35% relative percent difference (RPD). I 



I 

91% 
77% 
93% 
95% 
118% 

E m  I 

I 94% 95% NIA NIA 97% NA 
93% 103% NIA NIA 89% NA 
82% 82% NIA NIA 73% NA 
94% 98% NIA . NIA 99% NA 
123% 120% NIA NIA 126% NA 

1 

I 
1 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 

I 

Table 5-1 
Internal and Recovery Standards 

for PCDDlPCDF Surrogates 
- 

lsotopk Recovery Results - % I. 
Field Method 

Run2 Run3 LCSl LCS2 Blank Blank 
I .. 

-I I I I I I 

II I I I I I I II /I lnternal Standards - 

/ /  Re-Spike Recovery Standards -- 11 I I I I I I II 

Alternate Recovery Standard -- 
nC-1,2,3,7,8,9-HxCDF 89% 100% 98% NIA NIA 114% 110% 

Tetra - Hexa (Internal Standards) -- 
Hepta & Octa (Internal Standards) - 25% - 130% 
Pre-Spike & Alt. Recovery Standards - 70% - 130% 

8357660 5-5 December. 1996 
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Table 5-2 
PCDDIPCDF Laboratory Control Sample Results 

Parameter 11 LCS1 I LCS2 \Difference /I 

I / I  I I I 

Relative Percent Difference 

Lower Recovery Limit 
Upper Recovery Limit 150% AWELDWFLCS wK4 

December. 1996 8357660 5-6 
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Table 5-3 
PCDDlPCDF Blank Results 

Quantity Detected, pg 

Parameter Blank Blank 

II I 

Lu57.660 

~~ ~ 

5-7 December, 1996 
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Parameter 
I 
I 
I 
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I 
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11 
I 

1 ;I 
' 'I 
'I 

i I '1 

Sample 
(Run 1) Duplicate RPD 

Units (PPm) (PPm) (%) 

Table 5 4  
Duplicate Analysis Summary 
for No. 6 Fuel Oil Analyses 

Sulfur 
Nitrogen 
Ash 
Moisture 
Heat of Combustion 
Acceptance Criteria: 

% 1.68 1.60 4.9% 
% 0.44 0.43 2.3% 
% 0.14 0.11 24.0% 
% 0.39 0.40 2.5% 

Btullb 18,398 18,350 0.3% 
C35% I 

8357660 5-8 December. 1996 
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Field Data Sheets and Calibration Records 



I/ Method 23 Sampling Parameters 
Vermont I CPM, Inc. Dioxin Test - Runs 1 - 3 

Run No. 
Date 
Start Time 
Stop Time 

Nozzle Diameter 

1 2 3 
18Jul-96 1BJul-96 19-Jul-96 

Units 1558 21:30 1232 
2026 01:30 16:36 AVGS 

inches 0.410 0.410 .0.410 0.410 
Barometric Pressure 
Net Sampling Time 
Volume Metered 
Avg. DGM Temp. 

11 Avg Delta H I in Hz0 I 1.88 I 1.55 I 1.29 I 1.57 11 

in. Hg 29.96 29.84 29.44 29.75 
min. 240.0 240.0 240.0 240.0 
dcf 172.623 158.248 149.618 160.163 
"F 104.5 81.7 85.0 90.4 

~ 

Avg Delta H in. Hg 0.1385 0.1136 0.0950 0.1157 
DGM Calibration Factor - 1.0033 1.0033 1.0033 1.0033 
Gas Sample Volume dscf 162.973 154.932 143.569 153.825 
Total Water Collected mL 440.0 418.5 414.0 424.2 
Volume of Water Vapor scf 20.746 19.732 19.520 19.999 

11 Moisture (measured) 11.3 I 11.3 I 12.0 1 11.5 1) 

-&Molecular Weight Ibnbmole 28.80 28.68 28.56 28.68 
Excess Air at Stack % 33.9 29.3 29.2 30.8 
Stack Area (for 46-in ID) sq. in. 1661.9 1661.9 1661.9 1661.9 

in Hz0 -0.16 -0.16 -0.15 -0.16 
Stack Pressure in. Hg 29.95 29.83 29.43 29.74 
Static Pressure 

I 525.1 I 522.6 I 519.2 I 522.3 
' 0.3184 I 0.2906 I 0.3062 

9 0 9 ~  I 9 597 

Avg. Stack Temp. "F 
Avg. Sqroot of Deltz - I 
Pitot Coeffic.,... I 0.84 I 0.84 
Stack Gas Velocity I afpm I 1,425 I 1,471 I 1,352 1 1,416 
Stack Flowrate I wetacfm I 16,451 I 16,972 I 15,599 I 16,340 

~~ 

Stack Fiowrate 
Stack Flowrate 
lsokinetics 

wetscfm 8,826 9,092 8,273 8,730 
dscfm 7,829 8,065 7,283 7,726 

% I 0 9  I 0 1  103 104 

Meter Box No. 
Delta H @ 
Field QA Yqc 
IDeviationl Pre-Y 

- 80611 80611 . 80611 - 
in. Hg 2.0003 2.0003 2.0003 - 
- 1.0230 0.9947 0.9723 0.9966 
% 2.0% 0.9% 3.1% 2.0% 
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Traverse 
mint 

Number 

Method 2 Gas Velocity and Volume Data Sheet 

Cyclonic flow Determination 
Position Velocity Head Stack Temp. sq. li. Of 

(Inches) (A PS) c 0 Angle o A P  
H20) whiih yietds a null A P 

Plant: CPm 
Date: -jit-tkb 
Run No. I 
Stack Diameter (in): 96 " 
Barometric Pressure (.Hg): 

static Pressure in Stack (psx-): 
Operators:-aJ . D c & J  

cp: 0.89 

\ 9 ' U 7 O  

Average Angle ( ): 
A:5144bM) 
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Method 2 Gas Velocity and Volume Data Sheet 

Plant: 

Date: 7 lr7lqb 
Run No. 1 

I I  

Stack Diameter (in): 46 
Barometric Pressure (‘Hg): 

Static Pressure in Stack ( P s X . ~ ) :  -. \ 9 j, 
operators: ?. KcltnJJ 3. r auovJ 
CP: $34 

SCHEMATIC OF STACK CROSS SECTION 

AverageAngle( ): I ~ I 
&j. 0‘0 95 5+7 
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415 1 0 

ISOKlNETlC SAMPLING PROGRAM 
PRELIMINARY SAMPLE TRAIN RECOVERY DATA SHEET 

FOR MOISTURE DETERMINATION 

1 0 0  

Fdtcr No. : 

1 0 0  3 98 

lmpinger 
No. 

1 

6 

7 

Totals 

Silica 
Gel 

lmpinger 

Net H,O 
Gain, mL 

100 I 95 I 

0 l o 1  I I o  

7 
D I E  : 

I I 

+ 
395 I 
95 

48  

0 I 

%--I= DIFF: 

t 
3a6.01 30.5 



I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
I 
i 

EwR- 
ISOKlNETlC SAMPLING PROGRAM 

PRELIMINARY SAMPLE TRAIN RECOVERY DATA SHEET 
FOR MOISTURE DETERMINATION 
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Orifice Volume 
Pressure wet Dry 

Lm Meter Meter 
(in. H 2 0 )  (ftt 1 (W)  ’ 
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Meter Temperature Readings Calib. li 

Y AHa jj - (in. HzO) /: 

. . . . . .  ii 
Coeff. 1: Wet .:,:;,::;’.: . .  .,., .,:::::::i..; Dry Meter , :.I: ,.; , . :. Time 

Meter In Out Avg 4 
(‘F) (DF) (‘F) (“F) (min.) 

. . .  

DRY GAS METER ANNUAL CALIBRATION 

Meter Box No. : 80611 

Operator: ’ Katie Meschede 
Date : 13-Mar-96 
Barometric Pressure : 29.26 . in. Hg 
Wet Test Meter 
Calibration Coefficient : 1.0000 

Pretest Leak Checks : 
. . . . . . . . .  ....... : :  .............. 

Positive 
at 5 - 7 in. H2O 

Negative 0.005 

Y =  Ratio of reading of wet test meter to dry test meter (dimensionless); 
tolerance for individual values is i 0.02 from the average. 

Orifice pressure differential (in. H20) that equates to 0.75 cfm of air at 68°F and 29.92 in. Hg; 
tolerance for individual values is f 0.20 from the average. 

AHa = 
. . . . . . .  . . . . .  . . . .  

:I 
I! 

Dry Gas Meter Thermocouple Calibration 

Inlet ID# : 
Outlet, e F 

211.0 -1.0 211.0 -1 .o 
- 

Note : H o t  Water to be in the range of 104 - 122 F. 
Tolerance allowed for all individual readings : f 5.4 F 



REWIRED MEASUREMENTS -.- 

REQUIRED MEASUREMDzrs 

b) Pitot to MIzzje separation 
D r i r  .SO0 .c\ 

x - 0 0  
- 

Tolerance X, 9 L 1.. 

)- -: F3 

r -IIc ..I.-"-- 

I . ~ - D - *  

UI- 
0) Thermocouple to gtot separation 

Tolerance 2, a 1.9 an (314 in) 
z =  \ ,\ I h  

I - - 
b 
!a 

Tolerance Y ,  2 7.62 cm (3.0 in) 

(el Pitot end to probe sheath distance 
Y =  5. \  1 -  

ENS ow 88 MZ CAL 1/92 
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Reference 

number 
point 

Reference 
themnome ter 
t"pez;t=e; 

' 
sources j 
specify 1 

32' I 
2 1 2 "  1 
c 

3 zo 
z\ 2" 

%Type of  calibration system used. 

mennocouple 
poten+iomc+ct 
+emP--. 

O F  . 

, 3 z v  

2 \ l b  

b 0 3 O  . 

Figure 2 . 5  Stack temperature sensor calibration data foim. 
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Q -  *393 
Q -.so0 
G - - y / o  

-.- 
N O Z N  CALIBRATION 

0.393 0.393 0 . 3 9 q  0. oo/ 0- 393 
0.50.2 0.500 0.499 0.003 0.500 

O.YO.3 0. Y/O O.Y/O o.oo/ 0.410 . . .  

I Nozzle I I I I I 
I D,. in. AD. in. I D2. in. I D,. in. I Identification I Number 

I I I I I I 

I I 1 

Where: . 
5 Noule diameter measured on *differern diameter, in. Tolerance = measure within 0.001 in. D 1 . u  

AD - - Maximum difference in any two measurements, in. Tolerance = 0.004 in. 

DA,, = Average of D1, D2. and D3 

. .  



$ - 
EMISSION MEASUREMENT TECHNICAL INFORMATION CENTER 
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Alternative Method 5 Poet-Teat Calibration 

INTRODUCTION AND BACKGROUND 

EPA Method 5 requires the calibration of the metering system 
after each field use. Because the post-test calibration requires 
the use of a spirometer or wet test meter, the calibration is 
often conducted in the laboratory. However, a field calibration 
procedure is highly desirable for two reasons: (1) it eliminates 
questions about the possibility of the damage to the metering 
system occurring during transport and (2) it eliminates travel 
Costs for a retest if the metering system fails the post-test 
calibration. 

The alternative post-test calibration procedure described 
below is based on the principles of the optional pretest orifice 
meter coefficient check in Section 4 . 4 . 1  of Method 5 .  Since the 
orifice meter coefficient check will not detect leakages between 
the inlet of the metering system and the dry gas meter, the 
alternative procedure includes two additional steps: (1) a leak 
check from either the inlet of the sampling train or the inlet of 
the metering system and (2) a leak check of that portion of the 
sampling train from the pump to the orifice meter. 

PROCEDURE 
I 

The alternative to the post-test calibration in Section 

After each test run, do the following: 

5.3.2 of Method 5 is as follows: 

1. Ensure that the metering system has passed the 
post-test leak-check. If not, conduct a leak-check 
of the metering system from its inlet. 

Conduct the leak-check of that portion of the train from 

5.6 of Method 5. 

Calculate Y, for each test run using the following 

2 .  
-the pump to the-orifice meter-as described in Section 

3 .  
equation : 

Prepared by Michael K. Ciolek, EME 
Technical Support Division, OAQPS 

EMTIC GD-26 
June 21, 1994 
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. ,  .- where : d 

Yp. = dry gas meter calibration check value, dimensionless. 

V, = total sample volume measured by dry gas meter, dcf. 
T, = absolute average dry gas meter temp., OR. 
P, = barometric ptessure, in. Hg. 

0 = total run time, min. 

0.0319 = (29.92/528) (0.75)' (in. Hg/o/R) cfrn,. 

&I, = average orifice meter differential, in. H'O. 
&I@ = orifice meter calibration coefficient, in. H,O. 
& = dry molecular weight of stack gas, lb/lb-mole. 
29 = dry molecular weight of air, lb/lb-mole. 

13.6 = specific gravity of mercury. 

After each test run series, do the following: 

4 .  Average the three or more YW's obtained from the test 
run series and compare this average Yp. with the dfy gas 
meter calibration factor, Y. The average Ye must be 
within 5 percent of Y. 

If the average Y 
criterion, Yecali%rate the meter over the full range of 
orifice settings, as detailed in Section 5.3.1 of Method 

5. does not meet the 2 5  percent 

5. Then follow the procedure in Section 5.3.3 of Method 
5. 

REFERENCE 

Roger T. Shigehara, P.G. Royals, and E.W. Steward, 
"Alternative Method 5 Post-Test Calibration", Entropy, Inc, 
contained in the EMTIC TSAR Library. 

I 
I 
I 
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APPENDIX B 

Laboratory Analysis Reports 



July 11, 1996 

Mr. Doug Roeck 
ENSR Consulting and Engineering, Inc. 
35 Nagog Park 
Acton. MA 01720 

Dear Mr. Roeck, 

Enclosed are six cleaned and pre-spikec. ;esin cartridges for the analysis of 
polychlorinateddibenzo dioxins and furans (PCDDIF) by USEPA Method 23 by HRMS. 
Also enclosed are seven 11 Omm cleaned filters and six cleaned petri-dish sets. 

For best analytical results we recommend that acetone and toluene be used for 
glassware rinsing. We also recommend that the contents of each bottle are noted on 
the label. 

If you should have any questions, please do not hesitate to call me at (916)-933-1640. 

Sincerely, 

Melanee Schuld 
Associate Scientist 

5070 Robert J. Mathews Parkway 
El Don& Hius, CA 95762 

FAX (916) 933-0940 
(916) 933-1640 



7/24/96 

Mr. Doug Roeck 
ENSR Consulting and Engineering 
35 Nagog Park 
Acton, MA 0 1720 
USA 

Dear Mr. Roeck, 

The samples listed in the sample inventory were received by Alta Analytical Laboratory on 7/23/96. 
Attached is a copy of the chain-of-custody (C-OX) or other documentation for your records. 
Please refer to ALTA's terms and conditions on the reverse side of this document. 

Analytical results are scheduled to be reported to you on or about 8/13/96. All sample containers 
and their contents will be disposed of 90 days subsequent to issuance of a h a l  Written report. 

Please contact me if you have any questions regarding the status of the work associated with 
t h ~  samples at (916) 933-1640. 

For rapid telephone assistance, please refer to the Laboratory Identification Number 2696 
when requesting information. 

Sicerel y, 

Alta Analytical Laboratory 

Alta Analytical Laboratoly Inc. 
5070 Robe17 J. Mathews Parkway 

El Dorada wls, CA 95762 
FAX (916) 93- 
(916) 9331640 



Sample Inventory Report 

Project No.: 26% bjecl Name: 
Date-: 7t231% 

Lab. Sample ID 
0001 
0001 
0001 
0002 
0002 
0002 
0003 
0003 
0003 
0004 
ooo4 
OOOQ 

Client Sample ID 
BL.NK-FJLT!?X 
BLK-TOLUENE 
BLK-XAD 
RUN1-FILTER 
RUN1-TOLUENE 
RUNl-XAD 
RUN2-FILTER 
RL!XZ-T0LL!'!3!E 
RUN2-XAD 
RUN3-FLTFR 
RUN3-TOLUENE 
RUN3-XAD 

GENERAL ANALYTICAL PROGRAM 

SGI Component Type 
Fdter#l 
Solvent#l 
XAD#l 
F d W l  
solvent#l 
XAD#il 
F d t d l  
Soke!Sl 
-1 
F d W l  
Solvent# 1 
XAD#l 





ALTA 
August 13, 1996 

Alta Batch I.D.: 2696 

Mr. Doug Roeck 
ENSR Consulting and Engineering 
35 Nagog Park 
Acton, MA 01720 

Dear Mr. Roeck, 

Enclosed are the results for the four A423 trains received at Alta Analytical Laboratory on July 
23, 1996. This work was authorized under your Work Order #91163 52. These trains were 
analyzed using EPA Method 23 for tetra to octa chlorinated dioxins and furans. A standard 
turnaround time was requested for this work. 

The following report consists of a Sample Inventory (Section I), Analytical Results (Section II) 
and the Appendix. The Appendix contains a copy of the chain-of-custody, a list of data 
qualifiers and abbreviations and copies of the raw data (if requested). 

If you have any questions regarding this report please feel free to contact me. 

Sincerelv. 

Director of Air Toxics 

Alta Analytical Laborakory Inc. 
5070 Robert J. Mathews Parkway 

El DO- Hius, CA 95762 
FAX (916) 933-0940 
(916) 933-1640 



Sample Inventory Report 

Project No.: 26% Project Name: 
Date-: 7231% 

Lab. Sample ID 
0001 
OOO1 
0001 
0002 
0002 
0002 
0003 
0003 
0003 
0004 
oO04 
ooo4 

Client Sample ID 
BL.NK-FlL.TER 
BLK-TOLUENE 
BLK-XAD 
RUNI-FILTER 
RUNI-TOLUENE 
RUNI-XAD 
RUNZ-FILTER 
RUNZ-TOLUENE 
RUNZ-XAD 
RUN3-FLTER 
RUN3-TOLuENE 
RUN3-XAD 

GENERAL ANALYTICAL PROGRAM 

SGI Component Type 
F d W l  
S O l V d l  
XAD#l 
F d W l  
SOlvenl#l 
-1 
Fdkdl 
S o l v d l  
XAMll 
Fdkdl 
Solvent#l 
-1 



SECTION II. 



-OD BLANJC 
Lab ID: 2696-OOO1-MB 
Matrix: 

Comwund 
2,3,7,&TCDD 

Total TCDD 

1,2,3,7,8-PeCDD 

Total PeCDD 

1,2,.3,4,7,&HxCDD 

1,2,3,6,7,8-HxCDD 

1,2,3,7,8,9-HxCDD 

Total ExCDD 

1,2,3,4,6,7,&HpCDD 

Total HpCDD 

OCDD 

2,3,7,8-TCDF 

Total TCDF 

1,2$,7,8-PeCDF 

2,3,4,7,8-PeCDF 

Total PeCDF 

1,2,3,4,7,8-&CDF 

1,2,3,6,7,8-&CDF 

2,3,4,6,7,8-%CDF 

1,2,3,7,8,9-&CDF 

Total RWCDF 

1,2,3,4,6,7,8-HpCDF 

1,2,3,4,7,8,9-€IpCDF 

Total HpCDF 

OCDF 

Analyst: &+ 

cone. 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 

FCDD & X D F  
EPA -OD 23 

Date Received &$ 
Date Extracted QC Lot: L- 
Sample Amount: SamDle 

ICAL ID: ICARB 

Units: ~lsamule 

sm 
D.L. Ratio Ratio Qua Wier 
0.74 

0.92 

0.65 

0.65 

1.6 

1.5 

1.5 

1.6 

2.4 

2.4 

6.8 

3.0 

3.2 

1.3 

1.2 

1.3 

0.90 

0.78 

0.88 

1.2 

1.2 

0.90 

1.1 

1.1 

2.6 

Pagelof2  Reviewer:&- 
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METHOD BLANK 
Lab ID: 2696-O001-MB 

Internal Standard: 

"C-2,3,7,S-TCDD 

"C-1,2,3,7,8-PeCDD 

"C-1,2,3,6,7.8-HxCDD 

uc-1,2,3,4,6,7,S-HpCDD 

"C-OCDD 

"C-2,3,7,8-TCDF 

"C-1,2,3,7,S-PeCDF 

"C-1,2,3,6,7,8-RWCDF 

"C-1,2,3,4,6,7,8-HpCDF 

Pre-mike Recoverv Standard: 
"C13,3,7,8-TCDD 

"C-2,3,4,7,8-PeCDF 

"C-1,2,3,4,7,8-HxCDD 

"C-l,2,3,4,7,&HXCDF 

"C-l,2,3,4,7,8,9-HpCDF 

FCDD & PCDF 
EPA METHOD 23 

Isotooic Recoverv Results 

- % R  
104 

98 

103 

90 

92 

98 

107 

78 

92 

NA 
NA 
NA 
NA 
NA 

110 

Dates Analvzed: 

DES: 8/12/96 DE225: NA 

Analyst:& Page2of2 

Ratio Qualifier 

0.77 

1.55 

1.21 

1.05 

0.90 

0.79 

1.58 

0.53 

0.46 

NA 
NA 
NA 
NA 
NA 

0.52 

SP-2331: NA 

Reviewer: 42 
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 RESULTS 
Lab ID. 2696-LcsllLcs2 
M a t h  

ComDound 

2,3,7,8TCDD 

1,2,3,7,8PeCDD 

1,2,3,4,7,&HxCDD 

1,2,3,6,7,8-HxCDD 

1,2,3,7,8,9-HncDD 

1,2,3,4,6,7,8-HpCDD 

OCDD 

2,3,7,8-TCDF 

1,2,3,7,8-PeCDF 

2,3,4,7,8-PeCDF 

1,2,3,4,7,8-HxCDF 

1,2,3,6,7,8-HxCDF 

2,3,4,6,7,8-E~CDF 

1,2,3,7,8,9-HxCDF 

1,2,3,4,6,7,8-€IpCDF 

1,2,3,4,7,8,9-HpCDF 

OCDF 

PCDD & PCDF 
EPA MEI'HOD 23 

Date Received: 
Date Extracted: 816/96 
Sample Amount: &y& 

LCSl Lcs2 
- % R  - % R  

94 93 

102 105 

97 89 

101 103 

92 92 

105 107 

108 110 

96 101 

108 109 

85 97 

1l3 118 

109 110 

100 107 

u6 l30 

107 111 

I39 147 

111 109 

ICAL ID: ICARB 
QC Lot: L- 
units: 

RPD 
- % 

1.1 

2.9 

8.6 

2.0 

0.0 

1.9 

1.8 

5.1 

0.92 

13 

4.3 

0.91 

6.8 

3.1 

3.7 

5.6 

1.8 

Pagelof2  Reviewer: L 
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PCDD & FCDF 
EPA METEIOD 23 

LCSRESULTS 
Lab ID. 2696-LCSllLCS2 

Isotouic Recoverv Results 

Internal Standard: 

“C3,3,7,8-TCDD 

“C-1,2,3,7,8-pecDD 

“C-l,2,3,6,7,&BXCDD 

“C-1,2,3,4,6,7,8-HpCDD 

”C-OCDD 

“C-2,3,7,8-TCDF 

“C-l,2,3,7,8-PdDF 

“C-l,2,3,6,7,8HmCDF 

“C-l,Z,3,4,6,7,S-HpCDF 

Dates Analvzed: 

DB-5:. 8/13/96 

Analyst:+ 

LCSl Lcs2 
- % R  %R 

95 125 
l22 131 

86 101 

82 87 

n 94 

84 99 

l34 129 

64 66 

75 86 

DB-225: NA SP-2331:NA 

Page20f2  
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ALTA 

SamplernBlank 

M a t M  M23 
Lab ID: 1-SA 

ComDound 
2,3,7,8-TCDD 

Total TCDD 

1,2,3,7,8-PeCDD 

Total PeCDD 

1,2,3,4,7,8-&CDD 

1,2,3,6,7,8-&CDD 

1,2,3,7,8,9-&CDD 

Total HxCDD 

1,2,3,4,6,7,8-HpCDD 

Total HpCDD 

OCDD 

2,3,7,8-TCDF 

Total TCDF 

1,2,3,7,&PeCDF 

2,3,4,7,8-PeCDF 

Total PeCDF 

1,2,3,4,7,&HxCDF 

1,2,3,6,7,&HxCDF 

2,3,4,6,7,8-&CDF 

1,2,3,7,8,9-&CDF 

Total HxCDF 

1,2,3,4,6,7,&HpCDF 

1,2,3,4,7,8,9-HpCDF 

Total HpCDF 

OCDF 

Analyst: & 

conc. 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
20 

ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
ND 
5.6 

PCDD & PCDF 
EPA METaoD 23 

Date Received: 7/23/96 
Date Extracted QC Lot: LC0806M 
Sample Amount: Units: pdsam~le 

ICAL ID: ICARB 

S/N 
D.L. Ratio Oualifier 

1.0 

1.0 

1.5 

1.5 

1.8 

1.6 

1.6 

1.8 

3.1 

3.1 

0.80 > 1 0 1  A 

1.1 

1.1 

1.6 

1.5 

1.6 

1.6 

1.4 

1.5 

1.8 

1.8 

2.0 

2.0 

2.0 

0.90 81 

Pagelof2  

A 

ReVieWer: 4 
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a 

~~ 

PCDD & FCDF 
EPA METaoD 23 

SamplemBlank 
Lab 2696-0001-SA 

JsotoDic Recoverv Results 

Internal Standard 
"C-2,3,7,&TCDD 

"C-l,2,3,7,&PeCDD 

"C-l,2,3,6,7,S-€IXCDD 

"C-1,2,3,4,6,7,8-HpCDD 

"C-OCDD 

"C-2,3,7,8-TCDF 

"C-l,2,3,7,&P&DF 

"C-l,2,3,6,7,&HxCDF 

"C-1,2,3,4,6,7,8-HpCDF 

- % R  Ratio Oualifier 
98 0.77 

87 1.54 

98 1.22 

87 1.06 

86 0.88 

92 0.80 

93 1.58 

74 0.52 

85 0.44 

Pre-mike Recoverv Standard 
"CL2,3,7,&TCDD 97 NA 

"C-2,3,4,7,8-P&DF 89 1.59 

"C-l,2,3,4,7,8-€IXCDD 73 1.24 

"C-l,2,3,4,7,8,9-€IpCDF I26 0.45 

"C-1,2,3,4,7,8-HxCDF 99 0.53 

114 0.52 

Dates Analvzed: 

DB-5: 8/12/96 DB-225: NA SP-2331: 

' A n a l g S k 4  pdge20f2  Reviewer:- 
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I! - 
ALTA 

!hlpIemm 
Lab ID: 2696-0002-SA 
Matrk 

Comoound 
2,3,7,&TCDD 

Total TCDD 

1,2,3,7,&PeCDD 

Total PeCDD 

1,2,3,4,7,8-HxCDD 

1,2,3,6,7,8-RUCDD 

1,2,3,7,8,9-RUCDD 

Total HxCDD 

1,2,3,4,6,7,8-HpCDD 

Total HpCDD 

OCDD 

2,3,7,8-TCDF 

Total TCDF 

1,2J97,8-PeCDF 

2,3,4,7,8-PeCDF 

Total PeCDF 

1,2,3,4,7,&HxCDF 

1,2,3,6,7,8-HxCDF 

2,3,4,6,7,EHxCDF 

1,2,3,7,8,9-HxCDF 

Total HxCDF 

1,2,3,4,6,7,8-€IpCDF 

1,2,3,4,7,8,9-HpCDF 

Total HpCDF 

OCDF 

Analyst: &+ 

cone. 
ND 
22 

ND 
9.2 

1.7 

3.5 

2.5 

29 

16 

30 

58 

4.4 

n 
4.3 

3.4 

44 

6.0 

5.7 

5.0 

ND 
40 

29 

6.0 

49 

33 

PCDD & FCDF 
EPA MGL'BOD 23 

Date Received 7/23/96 
Date Extracted 8/6/96 
Sample Amount: Sample Units pglsamule 

ICAL ID: ICARB 
QC Lot: LC0806M 

D.L. Ratio 
1.6 

0.81 

1.2 

1.47 

1.20 

1.35 

1.31 

1.20 

0.98 

' Lo3 

0.90 

0.72 

0.70 

1.51 

1.52 

1.55 

1.25 

1.22 

1.17 

2.2 

1.31 

1.05 

1.11 

1.05 

0.85 

Page lo f2  

SIN 
-0 

> 1O: l  

> 1O:l 

3:l 

5:l 

3 1  
'> 101 
> 1O:l 

> 101 
> 10:l 

81 

> 1O:l 

4 1  

5:l 

> 1 0 1  

> 101 

> 1O:l 

> 101 

> 101 
> 1O:l 

> 1O:l  

> 101 

> 1O:l 

!Dualifier 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 

Review=& 
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PCDD & PCDF 
ETA METHOD 23 

s a l n p l e r n ~  
Lab ID: 26964002-SA 

Internal Standard 
"C-2,3,7,8-TCDD 

"C-1,2,3,7,8-P&DD 

"C-1,2,3,6,7,8-HxCDD 

"C-l,2,3,4,6,7,8-HpCDD 

"C-OCDD 

"C-2$,7,S-TCDF 

"C-1,2,3,7,8-PeCDF 

"C-l,2,3,6,7,8-&CDF 

"C-1,2,3,4,6,7,8-HpCDF 

Pre-mike Recoverv Standard: 
"CI-2,3,7,8-TCDD 

"C-2,3,4,7,S-PeCDF 

"C-l,2,3,4,7,8-&CDD 

"C-l,2,3,4,7,8-&CDF 

"C-1,2,3,4,7,8,9-HpCDF 

%R 
114 

102 

89 

83 

88 

92 

117 

86 

82 

91 

77 

93 

95 

118 

89 

Dates Analvzed: 

DES: 8/12/96 DE225 u 

Analyst:+ Page2of2  

Ratio Oualifer 

0.77 

1.55 

1.21 

1.05 

0.89 

0.80 

1.58 

0.52 

0.45 

NA 

1.57 

1.21 

0.53 

0.45 

0.53 

SP-2331: 

Reviewer:& 
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ALTA 

! h I p l e r n ~  
Lab ID: 26964003-SA 
Mat* 

ComDound 
2,3,7,&TCDD 

Total TCDD 

1,2,3,7,&PeCDD 

Total PeCDD 

1,2,3,4,7,8-€kCDD 

1,2,3,6,7,&HxCDD 

1,2,3,7,8,9-&CDD 

Total RXCDD 

1,2,3,4,6,7,&HpCDD 

Total HpCDD 

OCDD 

2,3,7,&TCDF 

Total TCDF 

1,2,3,7,&PeCDF 

2,3,4,7,8-PeCDF 

Total PeCDF 

1,2,3,4,7,8-&CDF 

1,2,3,6,7,&HxCDF 

2,3,4,6,7,8-&CDF 

1,2,3,7,8,9-&CDF 

Total ELVCDF 

1,2,3,4,6,7&HpCDF 

1,2,3,4,7,8,94IpCDF 

Total HpCDF 

OCDF 

Analyst: 

conc. 
ND 
14 

ND 
5.2 

2.2 

4.7 

3.2 

32 

41 

68 

1u) 

4.2 

38 

5.1 

2.8 

31 

8.3 

7.5 

8.6 

5.3 

61 

49 

18 

110 

95 

PCDD & PCDF 
EPA METTXOD 23 

Date Received: 7/23/96 
Date Extracted a 
Sample Amount: Sam~le Units: p/sample 

ICAL ID: ICARB 
QC Lot: LCO806M 

D.L. 
1.1 

0.66 

1.7 

1.75 

1.15 

1.41 

1.28 

1.25 

0.99 

1.02 

0.89 

0.77 

0.71 

1.41 

1.67 

1.75 

1.30 

1.14 

1.24 

1.20 

1.41 

1.05 

1.07 

1.05 

0.89 

Pagelof2  

sm 

> 1O:l  

41 

3:l 

4 1  

3:l 

> 101 

> 101 

> 1 0 1  

> 1 0 1  

9:l 

> 101 
9 1  

4 1  

> 101 

> 1O:l  

> 101 

> 101 
4 1  

> 1 0 1  

> 1O:l  

> 101 
> 1 0 1  

> 101 

Oualifier 

A 

A 

A 

A 

A 
A 

A 

A 

A 

A 

A 

A 

A 
A 

A 

A 

A 

A 

Reviewer: 
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PCDD & PCDF 
EPA -OD 23 

SalnpkrnW 
Lab ID: 26960003-SA 

kOtODiC Recoverv Results 

hternal Standard 
"C-2,3,7,8-TCDD 

"C-l,2,3,7,8-PeCDD 

"C-1,2,3,6,7,8-kCDD 

"C-1,2,3,4,6,7,8-HpCDD 

"C-OCDD , 

"C-2,3,7,S-TCDF 

"C-1,2,3,7,8-PeCDF 

"C-l,2,3,6,7,&HxCDF 

' "C-lJ,3,4,6,7,8-HpCDF 

%R 
101 

101 

95 

92 

98 

106 

95 

89 

91 

Qualifer 

0.77 

1.55 

1.20 

1.05 

0.89 

0.79 

1.57 

0.52 

0.44 

Pre-mike Recoverv Standard 
"CI-2,3,7,8-TCDD 94 NA 

"C-2,3,4,7,8-PeCDF 93 1.58 

"C-1,2,3,4,7,8-HxCDD 82 1.20 

"C-l,2,3,4,7,&HxCDF 94 0.52 

"C-l,2,3,4,7,8,9-HpCDF n3 0.45 

A l t a n s t e R g o V W s t a n d a r d :  

"C-l,2,3,7,8,9-HxCDF 100 0.53 

Dates Analvzed 

DB-5: 8/12/96 DB-225: NA SP-2331: NA 

#- Analyst:&. Page20f2 Reviewer: 
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ALTA 

PCDD & PCDF 
EPA METHOD 23 

smplemw 
Lab ID: 2696-0004-SA 
Matrix: a 

ComDound 
2,3,7,8-TCDD 

Total TCDD 

1,2,3,7,%PeCDD 

Total PeCDD 

1,2,3,4,7,8HxCDD 

1,2,3,6,7,8-HxCDD 

1,2,3,7,8,9-=CDD 
c 

Total HxCDD 

1,2,3,4,6,7,%EpCDD 

Total HpCDD 

OCDD 

2,3,7,8-TCDF 

Total TCDF 

1,2,3,7,8-P&DF 

2,3,4,7,8-PeCDF 

Total PeCDF 

1,2,3,4,7,8-&CDF 

1,2,3,6,7,8-HxCDF 

2,3,4,6,7,8-&CDF 

1,2,3,7,8,9-&CDF 

Total HxCDF 

1,2,3,4,6,7,8-HpCDF 

1,2,3,4,7,8,9-HpCDF 

Total HpCDF 

OCDF 

Analyst: 

Date Received 7/23/96 
Date Extracted 8/6/96 
Sample Amount: 

S/N 
Conc.D.L. Ratio Ratio 
ND 2.6 

110 0.75 > 1O:l 

ND 1.3 

7.0 1.48 6 1  

ND 1.9 

3.1 1.21 4 1  

ND . 1.7 

16 1.27 > 1O:l 

17 1.01 > 1O:l 

31 1.07 > 1O:l  

120 0.87 > 1O:l 

4.1 0.89 7:l 

39 0.87 >10:1 

3.1 1.40 91 

2.1 1.56 3:l 

24 1.50 81 

5.0 1.11 6 1  

4.9 1.36 6 1  

4.5 1.24 6 1  

m 2.3 

32 1.33 > 1O:l 

30 1.07 > 1O:l 

6.4 1.19 > 1 0 1  

52 1.07 5- 1O:l 

36 0.88 > 1 0 1  

. Page 1 of 2 

ICAL ID: ICARB 
QC Lot: LC0806M 
units: pelsamD1e 

Qualifer 

A 

A 

A 

A 

A 

A 

A 

A 

A 

A 
A 

A 

A 

A 

A 

A 

Reviewer:+ 
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PCDD & FCDF 
EPA MBX'EOD 23 

! h o p l e r n ~  
Lab ID: 269&0004-SA 

IsotoDic Recoverv Results 

Internal Standard 
"C-2,3,7,8-TCDD 

"C-1,2,3,7,8-PeCDD 

. "C-1,2,3,6,7,8-HxCDD 
"C-l,2,3,4,6,7,8-HpCDD 

"C-OCDD 

"C-2,3,7,8-TCDF 

"C-1,2,3,7,8-PeCDF 

"C-1,2,3,6,7,8-E~CDF 

"C-1,2,3,4,6,7,8-HpCDF 

- % R  
86 

91 

97 

103 

103 

108 

88 

83 

95 

&& Oualifier 

0.77 

1.69 

1.21 

1.05 

0.89 

0.79 

1.58 

0.53 

0.44 

Pre-sDike Recoverv Standard: 
"C1-2,3,7,8-TCDD 95 NA 

"C-2,3,4,7,8-PeCDF 103 1.57 

"C-l,2,3,4,7,8-&CDD 82 1.20 

"C-1,2,3,4,7,8,9-HpCDF uo 0.44 

"C-l,2,3,4,7,&HxCDF 98 0.53 

AltmmteRanvEvstandard. 

"C-1,2,3,7,8,9-HxCDF 98 0.52 

Dates Analvzed: 

DB-5: 8/13/96 DB-225: SP-2331: NA 

Analyst:& Page2of2 Reviewer:,& 
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DATA QUALIFlERS & ABBREVIATIONS 

A 

B 

C 

D 

E 

F 

G 

H 

I 

conc. 

D.L. 

NA 

SIN 

t 

ND 

Mpc 

The amount detected is below the Method 
Calibration Limit. 

This compound was also detected in the blank. 

The amount detected is less than five times the Method 
Quantitation L i t .  

The amount reported is the maximum possible concentration. 

The detection limit was raised above the Method Quantitation 
Limit due to chemical interferences. 

This result has been c o n f i i e d  on a DB225 column. 

This result has been c o n f i i e d  on a SP-2331 column. 

The signal-to-noise ratio is greater than 1O:l. 

Chemical Interference 

Concentration 

Detection Limit 

Not applicable 

S i l - to -no i se  

See Cover Letter 

Not Detected 

Maximum Possible Concentration 
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ALTA Analytical Laboratory 

Project NO.: -XQ T 6  

Sample Log-In Checklist Yes No 

1. Date Samples Arrived: 72?- 9 6 Initials: 3.J 
Federal Express 2. S 4 y :  (circle One) Airborne Express 

Emery Freezer Truck Company courier other /4-&WM 

Airbii TracLEing Number (4s - 7sz/dt, 17r 
3. Shipping Documentation Present? (circle one) shippins ~abel 

- x  
4. Shipping Container(s) Intact? E no, describe condition below. I Y I  
5. Custody seals m t  a d  Intact? If not intact, describe condition below. 

No. of seals -or Seal No. - Typc:(circle) Boule or Container 
Y 

6. Sample Container In=? ~f no; indicate sample condition below. 
~~ ~~ 

7. shipping heservation: (circle) Ice / €la/ Dry Ice / Ambient / None T e m p ( T ) z  

8. Chain of Custody (COC) or other Sample Documentation Present? I \ I 11 
/ 

9. COC/Documentation Acceptable? If DO. cornpI& coc ~nomaly F O ~ .  

10. Shipping container: (circle) ALTA or I or Retain 
X I  

11. Container and/or Bottles Requested? 
~ 

12. Sample Control Check WOut Log Completed? I d ’  II 
*13. Drinking water hllple? If yes. Acceptable Reservation? (circle) Y or N 

*Required for HRMS 

Name: Date Samples Reconcile& 
( S i  Requid for LCMS Only) 

Comments: 

SOP# CElOB-RS P e  5 of 7 
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I N  D U S T R I A L  
T E S T I N G 

LAB 0 R A T  0 R I E S 
in - 

St. LOUiS, Missouri 63104-4296 2350 S. Seventh Street 
Y C .  

C h e m i c a l  A n a l y s i s  

Marerials T e s t i n g  

Environmenral E v a l u a t i o n  

314ml-7111 
314/771-9573 FAX 

ENSR Consulting 
35 Nagog Park 
Acton, MA 01720 

BOA 191342 WO e35 
Attn: Mr. Doug Roeck 

Sample Description: 

Project Location: East Rygate, VT 
Project Name: 

No. 6 Fuel Oil 
Project No.: 6354-001 -250 

CPM, Inc.; Oiler Emissions Test Program 

IEsI M h u f 2  m d t 3  IEsWmm 
ULTIMATE ANAL. 

Nitrogen, % by wt. 0.44 0.46 0.46 11) 
Hydrogen, % by wt. 10.10 9.97 10.31 (1) 
Carbon, % by wt. 85.47 85.69 85.03 (1) 
Oxygen, % by wt. 2.08 2.18 2.49 By difference 
Chlorine, % by wt. 0.09 0.05 0.04 
Ash, % by wt. 0.14 <0.1 <0.1 ASTM D-482 

PROXIMATE ANAL. . .  

Heat of Combustion, Btullb. 18,398 18,497 18,346 ASTM D-240 
Density @ 60°F. Ib./gal. 8.24 8.23 , 8.23 
Density @ 21 0°F 7.78 7.77 7.77 
Specific Gravity @ 60°F 0.988 0.987 0.987 
Specific Gravity @ 21OOF 0.933 0.932 0.932 
Moisture, % by wt. 0.39 0.37 0.35 ASTM D-95 

**Results ro follow "' Hlgh Temperature CombustioniThermal Conductivity Detector. 

Method Reference: Annuel Book of ASTM Srandards 

Respectfully Submitted. 

INDUSTRIAL TESTING LABORATORIES, INC. 

Faxed: 8/23/96 By: 

LN - 272430 - 432 
LB - 68445-47; 68452, 67 
MDlkg 

William A. Rorie 

Inv. #e7608 

. _-.__ . .. . .. . .  



\ L A B O R A T O R I E S  
inc. 

'I 
Report No. 98-07-02718 

I 
Sample I D  Run #l I 

I 
'I 
1 

Page 2 

Q. C. Data 

Sample Description: 
Project No.: 6354-001 -250 
Project Location: East Rygate, VT 
Project Name: 

No. 6 Fuel Oil 

CPM. Inc., Oiler Emissions Test Program 

Perameter Efmt.ts 
lTrial 1) (Trial 2) 

Sulfur 1.68% 1.60% 
Nitrogen 0.44% 0.43% 
Ash 0.14% 0.11% 
Moisture 0.39% 0.40% , 

Heat of Combustion 18,398 Btullb. 18,350 8tuflb. 

I 
I 
I 



DEC-E4 96 17:50 FR0M:INDUSTRIFlL TESTING 3147719573 TO:508 635 9180 PGGE:08 

1 N D U S T RIAL 
T E S T I N G 

LAB RAT I E 
- 

St. Louis. Missouri 63104-4296 2350 S. Seventh Street 

1 
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C h e m i c a l  A n a l y s i s  

M a t e r i a l s  T e s r i n g  

E n v i r o n m e n t a l  E v a l u a t i o n  

3141771-711'1 
3141771-9573 F A X  

RepOK NO. 96-07-02718 

Examination of three (3) fuel oil samples submitted 7/23/96. 

ENSR Consulting 
35 Negog Park 
Acton, MA 01720 

Sample Description: 
Project No.: 
Project Location: 
Project Name: 

Run #1 

Run 92 

Run #3 

August 30, 1996 
(Revised Report 1 1/27/36) 

BOA #91342 WO #35 
Attn: Mr. Doug Roeck 

No. 6 Fuel Oil 

East Rygate, VT 
CPM, Inc., Oiler Emissions Test Program 

6354-001 -250 - 
1.68 

1.56 

1.61 

Test Method: ASTM 0-129 

Merhod Reference: Annual Book of ASTM Standards 

Respectfully Submitted, 

IdDUSTRlAL TESTING LABORATORIES, INC. 

By: 

William A. Rorie 

Faxed: 12/4/96 

LN - 272430 - 432 
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APPENDIX C 

Facility Process Data 
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