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._. ... 
1.0 INTRODUCTION 

Personnel from Air Consulting and Engineering, INC. (ACEI) 

performed annual source emission compliance testing for the U. S. 

SUGAR CORPORATION (USSC) on January 8, 1990. Testing was performed at 

the Bryant Sugar Mill Number 1 Boiler wet scrubber outlet. 

Testing was designed to fulfill ”specific conditions” of the 

current Florida Department of Environmental Regulation (FDER) 

operating permit 

Three United States Environmental Protection Agency (USEPA) 

Method 5 particulate matter (PM) test runs were conducted while the 

plant was documented to be operating within 10% of permitted 

production. 

M r .  Augusto Blanchard o f  USSC served as test coordinator and 

certified production rates. 

M r .  Ken Tucker of the Florida Department of Environmental 

Regulation and Nr. Jeff Koerner of the Palm Beach County Health 

Department witnessed most of the testing period. 
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... 
2.0 SUMMARY and DISCUSSION of RESULTS 

Results of the emission testing are provided in Table 1. 

Complete emission data are located in the report appendices. 

The source was found to be operating within full compliance of 

permit conditions. Stack emissions averaged 47.00 pounds per hour 

(LB/HR) and 0.160 pounds per million btu(LB/MMBTU) heat input against 

a "process rate" basis allowable emission of 0.300 LB/MMBTU. Permit 

conditions limit emissions to 0.10 LB/MEIBTU from oil and 0.300 

LB/MMBTU from bagasse firing. No oil was used during compliance 

testing . 

Production rate summaries are provided in Appendix A. These data 

were taken from control room recordings of steam flow, temperature, 

and pressure as well as feedwater temperature and pressure(Append1x 

E). Steam integrator readings were recorded at the beginning and end 

of each particulate test run by Mr. Stephen L. Neck of ACEI. 
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TABLE 1 
EMISSION SUMMARY 
U. S. SUGAR CORPORATION .. 
NUMBER 1 BOILER 
JANUARY 8, 1991 

RUN NUMBER TIME ACTUAL EMISSIONS ---------------- 
LB/HR LB/MMBTU 

I 

1 0840-1006 47.92 0.160 

2 1059-1216 8 7  42.99 0.145 

3 1302-1414 , 6 %  50.10 0.174 

47.00 0.160 1.- AVERAGES --------- 

89.60 0.300 

88.86 0.300 

86.52 0.300 

88.33 0.300 
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.. . 
3.0 PROCESS DESCRIPTION AND OPERATION 

The Number 1 Boiler at the U. S. Sugar Corporation's Bryant 

plant is a "vibrating grate" stoker design used primarily for the 

canbustion of bagasse fuel. Supplemental oil firing was not utilized 

during the emission test series. The boiler averaged 152,003 pounds 

per hour steam production over the three run test period. 

Oil meters, steam integrators, and other production monitoring 

devices were rigorously calibrated prior to the production season. 
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4 . 0  SANIPLING POINT LOCATION 

The sampling point location is a single scrubber outlet stack, 

82" wide and 40" deep. The stack h a s  eight equally spaced sample 

points. The ports are located 116" from an upstream disturbance and 

27" f r o m  the outlet. 

Thirty-two test points were sampled f o r  each test run. The 

traverse were located as shown in Figure 1. The stack configuration is 

such that there is no reason to evaluate the presence of cyclonic 

flow. 
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FIGURE 1. 
SAMPLING POINT LOCATION 
BRYANT-BOILER NO. I 
U.S. SUQAR CORPORATION 
PAHOKEE, FLORIDA 

A 40" 

AIR CONSULTING 
and 

ENGINEERING 

.,. .,. 

' 82" 

POINT 

0 

KHES INSIOE 
STAm WALL 

-AVERSE POlM 
NUMBER 

27" 

i I 16" 

5.00' 
15.00 

25.00 
35.00 

L (UPSTREAM DISTURBANCE) 

NOT ro SCALE 



5.0 FIELD and ANALYTICAL PROCEDURES- USEPA METHOD 5 

Particulate matter samples were collected by the emission measurement 

method specified by the United States Environmental Protection Agency. 

A schematic diagram of the sampling train used is provided in Figure 

2. All particulate matter captured from the nozzle to and including 

the filter was included in the calculation of the emission rate of 

particulate matter. 

._. 

PREPARATION OF EQUIPMENT 

1. FILTERS- Gelman type "A" glass fiber filters were placed 
in a drying oven for two hours at 105 degrees C, 
removed and placed in a standard desiccator 
containing indicating silica gel, allowed to 
cool for two hours, and weighed to the nearest 
0.1 mg. The filters were then re-desiccated for a 
minimum of six hours and weighed to a constant 
weight (less than 0.5 mg change from previous 
weighing). The average of the two constant 
weights was used as the tare value. 

2. NOZZLE, FILTER HOLDER, AND SAMPLING PROBE - The nozzle, 
filter holder, and sampling probe were washed 
vigorously with soapy water and brushes, rinsed 
with distilled water and acetone, and dried 
pror to the test program. All openings on the 
equipment were sealed while in transit to the 
test site. 

3 .  IMPINGERS - The Greenburg-Smith impingers were cleaned, 
rinsed, and dried as in 2. The impingers were 
also sealed during transit. 

TEST PROCEDURE 

Prior to performing the actual particulate matter sample runs, certain 

stack and stack gas parameters were measured. These preliminary 

measurements included the average gas temperature, the stack gas 

velocity head, the stack gas moisture content, and the dimensions at 

the point where the tests were to be performed. The stack temperature 

was determined using a bi-metallic thermocouple and calibrated 
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Pyrometer. Velocity head measurements were made with a calibrated type 

pitot tube and an inclined manometer. Velocity head measurements t t  

., . 
of 0.05 inches H20 or  less were measured using a micromonometer. 

The sampling traverse points were selected so that a representative 

sample could be extracted from the gas stream. The traverse points 

were located in the center of equal areas, the number of which were 

dependent upon the distance upstream or downstream from flow 

disturbances.USEPA Methods 1 and 2 were utilized f o r  this task 

Each'particulate matter test run consisted of sampling for a specific 

amount of time at each point. The type "s" pitot tube was connected to 

the sampling probe so that an instantaneous velocity head measurement 

could be made at each traverse point while conducting the test run. 

The stack gas temperature was also measured at each traverse point. 

Together with assumed moisture and orsat knowledge as well as known 

nozzle area, calculations of "isokinetic" (equal energy or velocity) 

were quickly made and effected for each traverse point during the test 

run. 

The gases sampled passed through the following components: a stainless 

steel nozzle and glass probe; a glass fiber filter; two impingers 

charged with 100 ml of distilled water each; one dry impinger; one 

impinger with 200 grams of silica gel desiccant; a flexible length of 

tubing; a leak free pump; a calibrated dry gas meter: and, finally, a 

calibrated flow orifice. 
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Sample recovery was accomplished in the following manner: 

... 
1. The pre-tared filter was removed from its holder and 

plaeed in Container 1 and sealed. (This is usually 
performed in the lab). 

2. All sample-exposed surfaces prior to the filter were 
washed with acetone and placed in Container 2. The 
container was then sealed and the liquid level marked. 

3. The volume of water from the first three impingers was 
measured for the purpose of calculating the moisture 
content of the stack gases, then discarded. 

4 .  The silica gel from the fourth impinger was transferred 
to the original tared container and sealed. 

LABORATORY ANALYSIS 

The three sample containers from each sample run were analyzed 
according to the following procedures: 

1. The filter was either dried for two hours at 105 
degrees C or desiccated for 24 hours at ambient 
temperature. Following desiccation, the filter was 
weighed to the nearest 0:1 mg. A minimum of two such 
weighings s i x  hours apart were made with a variance of 
less than 0.5 mg. 

2. The acetone from Container 2 was transferred to a tared 
beaker, evaporated to dryness, and weighed in the same 
manner as above. 

3 .  The used silica gel in its tared container was weighed 
to the nearest 0.1 gram. 

The total sample weight included the weight gains from Sample 

Containers 1 and 2. 

DATA 

All relevent field and lab data sheets as well as emission 

calculations are provided in the report appendices. 
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AIR CONSULTING & ENGINEERING,INC. 
Complete Emission Data 

TOTAL HEAT INPUT (OIL)------------- 
TOTAL HEAT INPUT (NON-OIL) 

ALLOWABLES : 
ALLOWABLE EMISSION (OIL)----------- 
ALLOWABLE EMISSION (NON-OIL) 

TOTAL ALLOWABLE EMISSION----------- 
TOTAL ACTUAL EMISSION 

TOTAL ALLOWABLE EMISSION----------- 
TOTAL ACTUAL EMISSION 

I 

93 MINUTES 

0 
0 
1 

3400 
3161 
1000 
580 DEGREES F 
400 PSIG 
415 PSIA 

260 DEGREES F 
650 PSIG 
665 PSIA 

1293.9 BTU/LB 
228.6 BTU/LB 

1065.3 BTU/LB 
154194 LB/HR 

55.0 % 
298.66 MMBTUH 

1.00 

0.00 GPH 
150000 BTU/GAL 

0.00 MMBTUH 
298.66 MMBTUH 

.io LB/MMBTU 

.30 LB/MMBTU 

89.60 LB/HR 

0.300 LB/MMBTU 
0.160 LB/MMBTU 

4 7 . 9 2  LB/HR 



AIR CONSULTING AND ENGINEERING, INC. 

Complete Emis.sion Results 

I 
I ____________________---__----_----__-------------------------------------- 

Plant: U. S .  SUGAR CORPORATION 
Location: BRYANT, FLORIDA Date: 1-8-91 
Stack: NUMBER 1 BOILER Run 1 From 0840 - 1006 --__________________----__------------------------------------------------ 
Y FactOK 0.994 Nozzle Diameter 0.175 In 
Total Time 64.00 Min Nozzle Area 0.000167 Ft- 
Stack Area 22.780 Ft- Barometric Pressure 30.12 In Hg 
Stack Temperature 155.8 -F Meter TempeKatUKe 71.7 -F 
Stack Pressure 30.17 In Hg Meter Orifice Diff 1.367 In H20 
Stack Avg - Vel Head 1.585 In H20 Meter Volume 38.128 CF 

Condensate V o l  310.00 ml 

1. volume Water Vapor Sampled 14.592 SCF 
2. Volume Standard Dry Gas Sampled 37.998 SCF 
3. Total Standard Sample Volume 52.590 SCF 
4. Percent Moisture 27.700 
5. Percent Dry Air 72.300 
6. Molecular Weight of Dry Flue Gas 30.120 
7. Molecular Weight of Wet Flue Gas 26.763 
8. Specific Gravity Flue Gas 0.93 

-7,Ob.> 

9. Percent Oxygen LO2] 9.00 
10. Percent Carbon Dioxide [CO,] 11.00 
11. Percent Excess Air 74.257 
12. Velocity of Flue Gas 99.401 FPS 
13. Actual Volumetric Flow Rate 135860.6 ACFM 
14. Dry Volumetric Flow Rate 98227.2 ACFMD 
15. Standard Volumetric Flow Rate 84932.7 SCFMD 

17. Emission Concentration 0.0411 gr/ACF 
18. Emission Rate 47.92 IbS/Hr 

16. Emission Concentration 0.0658 gr/SCF 

19. Percent Isokinetic 95.4 

Probe/Nozzle Wash 15.9 mg 
Filter 146.2 mg 

____________________---------------_-------------------------------------- 

Total 162.1 mg J 



NOX EMISSI 
1 
I 

SCFMD= 

TOTAL HEAT INPUT (OIL) ------------- 
TOTAL HEAT INPUT (NON-OIL) 

ALLOWABLES: 
ALLOWABLE EMISSION (OIL)----------- 
ALLOWABLE EMISSION (NON-OIL) 

TOTAL ALLOWABLE EMISSION----------- 
TOTAL ACTUAL EMISSION 

TOTAL ALLOWABLE EMISSION----------- 
TOTAL ACTUAL EMISSION I 

82 MINUTES 

0 
0 
1 

3711 
3502 
1000 
580 DEGREES F 
400 PSIG 
415 PSIA 

260 DEGREES F 
650 PSIG 
665 PSIA 

1293.9 BTU/LB 

1065.3 BTU/LB 
152927 LB/HR 

296.21 MMBTUH 

228.6 BTU/LB 

55.0 % 

1.00 

0.00 GPH 
150000 BTU/GAL 

0.00 MMBTUH 
296.21 MMBTUH 

.lo LB/MMBTU 

.30 LB/MMBTU 

88.86 LB/HR 
42.99 LB/HR 

0.300 LB/MMBTu 
0.145 LB/MMBTU 



AIR CONSULTING AND ENGINEERING, INC. 

Complete Emission Results .......................................................................... 
Plant: U. S. SUGAR CORPORATION 

Stack: NUMBER 1 BOILER Run 2 From 1059 - 1216 
Y FactOK 
Total Time 64.00 Min Nozzle Area 0.000167 Ft- 
Stack Area 22.780 Ft- Barometric Pressure 30.12 In Hg 
Stack Temperature 156.2 -F Meter Temperature 80.3 -F 
Stack Pressure 30.17 In Hg Meter Orifice Diff 1.696 In H20 
Stack Avg - Vel Head 1.621 In H20 Meter Volume .40 672 CF 

Locat ion: BRYANT, FLORIDA Date: 1-8-91' 

.......................................................................... 
0.994 Nozzle Diameter 0.175 In 

Condensate Vol !j40)230 ml 

1. 
2. 
3. 
4. 
5. 
6. 
7. 
8. 
9. 
10. 
11. 
12. 
13. 
14. 
15. 
16. 
17. 
18. 
19. 

Volume Water Vapor Sampled 
Volume Standard Dry Gas Sampled 
Total Standard Sample Volume 
Percent Moisture 
Percent Dry Air 
Molecular Weight of Dry Flue Gas 
Molecular Weight of Wet Flue Gas 
Specific Gravity Flue Gas 
Percent Oxygen LO2] 
Percent Carbon Dioxide [C021 
Percent Excess Air 
Velocity of Flue Gas 
Actual Volumetric Flow Rate 
Dry Volumetric Flow Rate 
Standard Volumetric Flow Rate 
Emission Concentration 
Emission Concentration 
Emission Rate 
Percent Isokinetic 

W 
16.018 SCF 
39.920 SCF 
55.938 SCF 
28.600 
71.400 
30.060 
26.611 
0.92 
9.50 
10.50 
81.756 
101.981 FPS 

139387.9 ACFM 
99523.0 ACFMD 
85996.4 SCFMD 

0.0583 gK/SCF 
0.0360 gr/ACF 

42.99 lbs/Hr 
99.0 



NOX EMISSI 

SCFMD= I 
I 

AIR CONSULTING.& ENGINEERING,INC. 
Complete Emission Data 

PLANT: U.S. SUGAR C0RP.-BRYANT DATE : 1-8-91 
LOCATION: BRYANT, FLORIDA RUN NUMBER 3 

1300-1421 SOURCE: NUMBER 1 BOILER, SCRUBBER OUTLET TIME: ...................................................................... 

TOTAL HEAT INPUT (OIL)------------- 
TOTAL HEAT INPUT (NON-OIL) 

ALLOWABLES : 
ALLOWABLE EMISSION (OIL)----------- 
ALLOWABLE EMISSION (NON-OIL) 

TOTAL ALLOWABLE EMISSION----------- 
TOTAL ACTUAL EMISSION 

TOTAL ALLOWABLE EMISSION----------- 
TOTAL ACTUAL EMISSION 

0.00 MMBTUH 
288.38 MMBTUH 

.lo LB/MMBTU 

.30 LB/MMBTU 

86.52 LB/HR 
50.10 LB/HR 

0.300 LB/MMBTU 
0.174 LB/MMBTU 



AIR CONSULTING AND ENGINEERING, INC. 

Complete Emission Results --______________________________________--------_----_--_----------------- 
Plant: U. S. SUGAR CORPORATION 
Location : BRYANT, FLORIDA Date: 1-8-91 
Stack: NUMBER 1 BOILER Run 3 From 1302 - 1414 
Y Factor 0.994 Nozzle Diameter 0.175 In 
Total Time 64.00 Min Nozzle Area 0.000167 Ft- 
Stack Area 22.780 Ft- Barometric Pressure 30.12 In Hg 
Stack Temperature 158.1 -F 'Meter Temperature 84.7 -F 
Stack Pressure 30.17 In Hg Meter Orifice Diff L 6 6 9  In H20 
Stack Avg - Vel Head 1.603 In H20 Meter Volume 

--______________________________________---------------------------------- 

Condensate Vol 

1. 
2. 
3. 
4 .  
5. 
6. 
7. 
8. 
9. 
10. 
11. 
12. 
13. 
14. 
15. 
16. 
17. 
18. 
19. 

Volume Water Vapor Sampled 
Volume Standard Dry Gas Sampled 
Total Standard Sample Volume 
Percent Moisture 
Percent Dry Air 
Molecular Weight of Dry Flue Gas 
Molecular Weight of Wet Flue Gas 
Specific Gravity Flue Gas 
Percent Oxygen l o2 ]  
Percent Carbon Dioxide [C02] 
Percent Excess Air 
Velocity of Flue Gas 
Actual Volumetric Flow Rate 
Dry Volumetric Flow Rate 
Standard Volumetric Flow Rate 
Emission Concentration 
Emission Concentration 
Emission Rate 
Percent Isokinetic 

16.945 SCF 
38.526 SCF 
55.472 SCF 
30.500 
69.500 
30.060 
26.382 
0.91 
9.50 

10.50 
81.756 

101.442 FPS 
138650.3 ACFM 
96362.0 ACFMD 
83008.2 SCFMD 

0.0704 gr/SCF 
0.0422 gr/ACF 

50.10 lbs/Hr 
99.0 



Sample Calculations Run 2 Page 1 

Plant: u .  s. SUGAR CORPORATION’” 
Date: 1-8-91 
Stack: NUMBER 1 BOILER 

Vwv Volume Water Vapor Sampled 
Vwv = 0.04707 x 340.3 = 16.018 SCF 

VMs td Volume Standard Dry Gas Sampled 
VMstd = 17.64 x 40.672 x 0.994 x 

[ 30.12 + ( 1.696 / 13.6)] / ( 80.3 + 460) = 39.920 SCF 

Vt Total Standard Sample Volume 
Vt = 16.018 + 39.920 = 55.938 SCF 

W Percent Water = ( 16.018 / 55.938) x 100 = 28.6 % 

FDA Percent Dry Air = (1 - 0.286) x 100 = 71.4 % 

Md Molecular Weight of Dry Stack Gas 
Md = (0.44 X 10.50 %CO ) + (0.32 X 9.50 %02) + 

MS Molecular Weight of Wet Stack Gas 
MS = ( 30.060 x 0.714 ) + ( 18 x 0.286 ) = 26.611 

SG Specific Gravity Stack Gas 
SG = 26.611 / 28.84 = 0.92 

Ea Percent Excess Air 
Ea = 

[0.28 X (80.00 %z2 + 0.00 %CO)l = 30.060 

( (  9.5 %02)-( 0 %CO / 2) X 100) ____________________--------------------------_- 
[ (  .264 x ( 80 %N2)) - ( 9.5 %02)-( 0 %CO / 2)1 

Ea = 81.756 

vs 
vs 
vs 

Velocity of Stack 
= (85.49 x 0.84 x 1.621) x - [ (  156.2 + 460 
= 101.981 

Qa Actual Volumetric Flow 
Qa = ( 22.780 x 101.981 x 60 ) = 139387 

Qd Dry Volumetric Flow 
Qd = ( 139387.9 x 0.714 ) = 99523.0 ACFMD 

Osd Standard Volumetric Flow 

/ ( 30.17 x 26.611) ] 

9 ACFM 

Qsd = 139387.9 x 0.714 x [ 528 / ( 156.2 + 460 ) I  x 
( 30.17 / 29.92 ) = 85996.4 SCFMD 



Sample Calculations Run 2 Page 2 
I 

.,. 
Plant: U. S. SUGAR CORPORATION 
Date: 1-8-91 
Stack: NUMBER 1 BOILER 

I 
ESTP Emission Rate 
gr/SCF = [ 0.01543 x ( 18.8 + 132.1 1 .1  / ( 39.920 ) 
gK/SCF = 0.0583 

Lbs/Hr Emission Rate 
Lbs/Hr = 0.0583 / 7000 x 85996.4 x 60 = 42.99 

I Percent Isokinetic 
I = 100 x ( 156.2 + 460) x [(0.002669 X 340.3) + ( 40.672 X 0.994 / 

( 80.3 + 460)) x ( 30.12 + ( 1.696 / 13.6))] / 
(60 x 64 x 101.981 x 30.17 x 0.000167) 

I =  99.0 % 



Average Stack Temperature = 155.8 
Stack Temperature Inputs: 

154 156 156’ 
156 156 1 5 5 
158 157 ,156 
155 153 154 
156 155 155 

155 157 157 
157 156 158 
155 155 154 
154 155 155 
155 

Average Meter Temperature = 71.7 
Meter Temperature Inputs: 

68 68 68 68 69 69 
69 70 70 70 70 70 
70 71 72 72 72 72 
73 73 73 74 75 75 
76 76 77 77 

Plant: U. S . SUGAR CORPORATION 
Date: 1-8-91 
Stack: NUMBER 1 BOILER 
Run Number: 1 

Average SQR Velocity Head = 1.585 
Velocity Head Inputs: 

3 .lo00 3.1000 3.4000 
3.7500 4.0000 4.2000 
3.6000 4 .OOOO 2.4000 
2.1000 0.9800 2.2500 
0.5000 0.6000 0.6500 

Average Orifice Pressure = 1.367 
Orifice Pressure Inputs: 

1.8500 1.8500 2.0500 
1.7000 1.7000 1.7000 
1.4000 1.4000 1.6400 
1.2500 1.3500 1.2500 
0.4000 0.3600 0.4000 

3.1000 4.1500 4.1500 
4.2000 4.0000 2.8000 
2.9000 3.1000 3.4000 
2.1000 1.4000 1.4000 
0.6500 

1.8500 1.9000 1.8000 
1.5500 1.5000 1.5000 
1.8000 1.9000 2.0500 
0.6000 0.9000 0;9000 
0.4000 

157 
159 
155 
157 

69 
70 
72 
75 

4.1500 
3.6000 
1.3500 
1.2500 

1.8000 
1.4000 
0.8000 
0.8000 



... 

Plant: U. S. SUGAR CORPORATION 
Date: 1-8-91  
Stack: NUMBER 1 BOILER 
Run Number: 2 

Average SQR Velocity Head = 1 . 6 2 1  
Velocity Head Inputs: 

3.4500 3.4500 3.6000 3.2000 4.4500 4.3000 3.900C 
3.6000 4.1000 4.4000 4.7000 4.7000 3.2000 3.400C 
4.0000 4.4000 2.5000 3.4000 3.4000 3.0000 1.750( 

1.300C 2.1000 2.1000 2.1000 0.9000 1 .4000 1.4000 
0.5300 0.5800 0.6300 0.6800 

Average Orifice Pressure = 1.696 
Orifice Pressure Inputs: 

2.1000 2.1000 2.1500 1 .9000 2.7000 2.6000 2.300C 
2.1500 2.4500 2.6000 2.8000 2.8000 1.9000 2.050C 

1.050( 2.4000 2.6000 1 .5000 2.0500 2.0500 
1.2500 1.2500 1 .2500 0.5400 0.8400 0.8400 0.780C 
0.3200 0.3500 0.3800 0.4100 

1.8000 

Average Stack Temperature = 156 .2  
Stack Temperature Inputs: 

1 5 2  1 5 4  1 5 4  1 5 5  1 5 5  1 5 6  156 
1 5 6  1 5 5  1 5 6  1 5 8  1 5 7  1 5 8  15; 
1 5 8  1 5 8  1 5 7  1 5 7  1 5 7  1 5 7  15t 
1 5 8  1 5 7  1 5 6  1 5 6  1 5 7  1 5 7  15E 
1 5 5  1 5 6  1 5 4  1 5 5  

Average Meter Temperature = 80.3 
Meter Temperature Inputs: 

7 5  75 75 7 5  7 6  7 7  
7 7  7 0  7 8  7 9  79  7 9  
80  8 0  8 1  8 1  8 1  8 1  
8 2  8 3  8 3  8 3  84  8 4  
8 5  8 5  8 5  8 5  

7; 
8C 
8; 
84 
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I 
Plant: U. S .  SUGAR CORPORATION 
Date: 1-8-91 
Stack: NUMBER 1 BOILER 
Run Number: 3 ._. 

Average SQR Velocity Head = 1.603 
Velocity Head Inputs: 

3.5000 3.9000 3.7000 3.3000 4.3000 4.5000 4.0000 
3.8000 4.2000 4.5000 4.5000 4.8000 4.3000 3.7000 
3.8000 4.2000 2.2000 2.6000 3.2000 2.7000 1.1500 
1.1000 2.2000 2.0000 0.9700 1.4000 1.4000 1.4000 
0.4500 0.5700 0.6300 , 0.6300 

Average Orifice Pressure = 1.669 
Orifice Pressure Inputs: 

2.1000 2.3500 2.2000 2.0000 2.6000 2.7000 2.400C 
2.3000 2.5000 2.7000 2.7000 2.9000 2.6000 2.2000 
2.3000 2.5000 1.3000 1 i 5500 1.5500 1.6000 0.7000 

0.8400 0.6650 1.3000 1.2000 0.5800 0.8400 0.8400 
0.3000 0.3400 0.3800 0.3800 

Average Stack Temperature = 158.1 
Stack Temperature Inputs: 

158 158 158 159 160 160 160 
160 159 160 160 159 159 162 
159 158 158 158 157 157 157 
157 158 156 158 156 157 156 
156 156 156 156 

Average Meter Temperature = 84.7 
Meter Temperature Inputs: 

80 80 80 80 81 81 
82 82 82 83 84 85 
85 85 85 85 85 86 
86 87 87 88 88 88 
89 89 89 87 

81 
84 
86 
89 
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41R CONSULTING AND ENGINEERING. Inc. 
I S A M P L E  RECOVERY A N D  CHAIN OF CUSTODY 

PLANT NAME I(, SI su  64-R @ % & ? E S T  DATE /-8- 91 
BO/Lf2R SAMPLE RECOVERED BY SL aJRk 

PARTICULATE ANALYSES BY S,L. drrsK 
SOURCE NAME 1 
T Y P E  OF S A M P L E  j? m, 

S A M P L E  RECOVERY 

3 fRol3g 

CONTAINER L lOUlD LEVEL COLOR 
NO. MARKED 

5- 8 ACETONE/ WATER BLANK 
( C I R C L E )  

F ILTER BLANK 306 3 

SILICA GEL 
RUN NO, CONTAINER FINAL W T  INIT. WT. N E T  WT. 

NO. ( 0 )  ( 0 )  (R) 

200.0 

C O M M E N T S  

. .  

200.0 

200.0 

200.0 

200.0 
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STANDARD'METER CALIBRATION ..- ... 

Air Consulting and Engineering. Inc. (ACE) uses a dry gas meter for the 
calibration standard. This meter has been calibrated against a wet test meter 
in triplicate. 
curve (see next page). 
using the following formula: 

This data was used to generate a standard meter calibration 
Field meter calibrations are corrected to this curve 

Y, x Y. = Y 

Y, = actual ratio of field meter to standard meter 

Y. = ratio of standard meter to wet test meter 
at a given flow rate (from Calibration Curve) 

Y = corrected ratio of field meter 

The dry standard meter was calibrated on April 2 6 ,  1990, and is checked and/or 
recalibrated at least annually. 
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STANDARD METER CALIBRATION CURVE AIR CONSULTING 
METER SERIAL NO. 1040616  (SOUTH) 

NOVEMBER 23, 1990 ENGINEERING 
and 
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I I 
3.11 PROBE (Smin WARMUP) 
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POWERSTAT SETTING. Z 0 20 40 60 
POWERSTAT SElTlNC. : 

I I I .I 350 

7 4  PROBE (ISmin WARMUP) 

0 20 40 60 80 
POWERSTAT SElTlNC. % 

NOTE: Flow rale held COnShnl r l O J s :  50: clun(e in ilow rrle l u s  linlc dlecl on pobe Iemperrlurt. 

probe iernperatures. 
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